4 Foth

Solving our clients’ toughest
science and engineering challenges.

Report

Facilities Plan for the
Central Lift Station
and Attenuation Basin

Caledonia Utility District
Racine, County, Wisconsin

December 2021

Project I.D.: 19C030.06



Facilities Plan for the
Central Lift Station and Attenuation Basin
Caledonia Utility District

Contents
Page
EXECUTIVE SUMIMIAIY ..o Vii
List of Abbreviations, Acronyms, and SYMDbDOIS ..o Xi
ACKNOWIEAGEMENTS. ... Xii
T INETOAUCTION ... 1
T T PUMDOSE .o 1
1.2 ProjeCt DESCIIPTION ..o 1
1.8 SCOPE OF WOTK ..o 1
1.4 Regulatory REQUINEMENTS. ..o 2
2 EXISTING CONAITIONS ... 3
2.7 Project BaCKgroUNGd ..o, 3
2.2 LOCATION ..o 4
2.3 SEWET SEIVICE ANBA ... 4
2.4 WaSTEWATEr FIOWS ..o, 4
247 EXiSting FIOW Data.........oooiiiii e 4
2.4.2 Existing Estimated FIOWS.........oooooiiiii 5
2.5 Lift Station DeSCHPLION .....vvceieeeeeee e, 9
2.6 Flooding and Wetlands ... 11
2.7 WDNR Environmental Site ReqUIremMentsS ............cocoooeoiiiiioeeeeeeeeee, 11
2.7.1 Endangered ReSOUIrCeS REVIEW ...t 11
2.7.2 Historical and Archeological Site ReView ... 11
2.7.3 WWTP Separation ReqUIremMEeNtS.........ccoooiiiiiiiieeeeeeeeee e, 11
3 FULUIE CONITIONS ©..iiii e 15
3T SEWET SEIVICE ATBA ... 15
3.2 DESIGN PEIIOM. ... 15
3.3 DESIGN FIOWS ..o 15
3.3. T Population ProjeCtiONS .......ooiiiiei e 15
3.3.2 Residential FlIow ProjeCtions ...t 15
3.3.3 Commercial and Government and Institutional Flow Projections.......... 16
3.3.4 Industrial CoNtriDUIONS ........ooiiiiiiiii s 16
3.3.5 Infiltration and INFIOW..........cocooii e 16
3.3.6 Other COMMUNITIES ..ot 18
3.3.7 Design FIOW RAES ......ooiiiiiiii e 18
34 SEWEr MOAEING. ... 20
34T BaCKGrOUNG ..o 20
3.4.2 Model DevelopMENT ... 20
3.4.3 MOAEI OULPUL.....oiiiiiieeee e 21
4 ARErNAtIVES ANAIYSIS ... 28
Facilities Plan for the Central Lift Station and Attenuation Basin Foth Infrastructure & Environment, LLC [ iii

December 2021



4.7 CapaCity ANAIYSIS. ... 28

AT LIFESTAtION oo 28
4777 Wastewater PUMPS ..o 28
47102 WEEWEIl oo, 28
472 FOICE MAIN ..o, 29
4.1.3  Sanitary SEWET SYSTEIM ..o 29
4.1.4 Storm Sewer System for Safety Site€ ... 31
4.2 Preliminary Alternatives ANalySiS..... ..o 32
4.2.7 Global AREMAtIVES ..o 32
42117 NoOACtion AREMAtIVE........c.oiieiieeeeeeee e 32
4.2.1.2 Redirection of Flow Alternative ............c.cccoooooiiiiece, 32
4.2.1.3 New Lift Station Alternative............ccccoooovooiooeeeeeeeeee, 32

4.2.1.4 Existing Lift Station Rehabilitation and On-Site Storage
AREINATIVE. ..., 32
4.2.2 0On-Site Storage AREMATtIVES ........ooiiiiiei 33
4.2.2.1 Above-Ground Steel Tank Alternative ... 33
4.2.2.2 Buried Pipe Storage Alternative ... 33
4.2.2.3 Collection System Storage Alternative..............oocoonin. 33
4.2.2.4 Covered Concrete Attenuation Basin Alternative....................... 33
4.2.3 Attenuation Basin Channel Configuration Alternatives............................ 34
4.2.3.1 Consecutive ChannelS...........coooioooiiiiieeeeeeeee 34
4.2.3.2 Non-Consecutive Channels..........cccooooooiiiioiieeeeee 34
4.2.3.3 Separate ChannelS. ..o 35
4.2.4  Attenuation Basin Layout Alternatives ... 35
4241 Above Grade, Pumped In, Gravity Out Layout Alternative ........ 35
42.4.2 Below Grade, Pumped In, Gravity Out Layout Alternative......... 35
4.2.4.3 Below Grade, Pumped In, Pumped Out Layout Alternative...... 35
4244 Below Grade, Gravity In, Pumped Out Layout Alternative......... 36
4.3 Combined Alternatives ANalySiS ... 36
43T AREINATIVE AT o 36
4.3.2 AREINATIVE AZ oo 37
4.3.3 AREINAtIVE B ..o 43
434 AREINATIVE C oo 44
4.4  Safety Site Conveyance Alternatives AnalySiS .......coooooioooioieeeeeeee 44
4.4.1 Gravity Conveyance Alternative.............ccooooooioeeeeeeeeeeeeee 45
4.4.2 Pressure Conveyance AIternative ... 45
4.5 Cost Effective ANGIYSIS ..o 45
4.5.1 General Cost Effective Analysis Information ... 45
4.5.2 Total Present Worth Cost ANalySiS ..o 51
4.5.2.1 Combined Alternatives Evaluation.............c.ccccoooovooioiiiie 51
4.5.2.2 Safety Site Conveyance Alternatives Evaluation.................... 53
5 RECOMMENTATIONS ..o 55
5.1 Cost Effective ANalYSIS ..o 55
5.1.1 Combined Alternatives Analysis CONCIUSIONS ...........c.ccoooovoeiiiiiicee 55
5.1.2 Safety Site Conveyance Alternatives Analysis Conclusions ................... 56

Facilities Plan for the Central Lift Station and Attenuation Basin Foth Infrastructure & Environment, LLC | iv
December 2021



5.2 ConSruCtioN PRASING. ..o 56

9.3 FULUrE EXPANSION ..o 57

5.4  Lift Station Recommended Upgrades ... 57
5.4.1 Existing Facilities to Remain in Service...........ccoooviiiiicii, 57

5.4.2 Recommended Rehabilitation ...........c.ccoooooiiiiii e 57

5.5  Environmental ANalYSIS ... 58

6 ReCOMMENAATIONS ... 60
6.1 Recommended UPgrades ... 60

6.2 Existing Facilities Retained for Continued USe.............cooiiiiiooeeeeeeeee 60

6.3 Recommended CONSTIUCTION .......o.oiiiiiiicceeee e, 60

0.4 PrOJECT COST ..o 61

7 Implementation of Recommended Plan .............c.c.ooooioiiooeeeeeeeeeeeeee 62
7.1 Implementation Schedule ... 62

7.2 FUNAING SOUICE ... 62

7.3 Parallel COST SUMMAIY .....oooiiiiiii e 62

7.4 PUDBIIC HEAIMNG ..o 63

7.5 Regulatory AQENCIES ..o 63

Tables
Table 2-1 Historical Flow Rates 20182020 ..........ooiioooeoeeeeeeeeeeeeee e 5
Table 2-2 Estimated EXiStiNg FIOWS ..o 6
Table 2-3 Existing Lift Station Design Parameters. ..o 9
Table 2-4 Existing Pump Design Parameters. ..., 10
Table 3-1 Projected DeSign FIOWS ..o, 19
Table 3-2 Flow Storage ANalYSIS ..., 23
Table 3-3 Modeled FIOW RATES..........cooviiiooieee e, 24
Table 4-1 Sewer Capacity ANAIYSIS ......ooiii e, 30
Table 4-2 Storm Sewer Water Level SUMMAry ..., 31
Table 4-3 Combined Alternatives Total Present Worth ... 53
Table 4-4 Safety Site Conveyance Alternatives Total Capital Cost............cocoooooiiii. 54
Figures

Figure 2-1 LOCAtION M@P ... 7
Figure 2-2 EXiStiNg SEWET SEIVICE AMCa........oovivoieoeeee e 8
Figure 2-3 Existing Site Plan OVEIVIEW ..o 13
Figure 2-4 Existing Site Plan Lift Station ... 14
Figure 3-1 FUtUre SEWEr SErVICE AICA ........covieeeeeeeeeeeeeeeeeeee e 17
Figure 3-2 Flow Storage ANalYSIS ..o 22
Figure 3-3 5-yr 12-hr Storm Influent Hydrograph (2040) ...........cccoooooiieeeeeeeeeee . 25
Figure 3-4 5-yr 6-hr Storm Influent Hydrograph (2040)...........ccccoooiiooiieeeieeeeeeeee, 26
Figure 3-5 100-yr 24-hr Storm Influent Hydrograph (2040).............cccccooooioiieeeeeeee. 27
Facilities Plan for the Central Lift Station and Attenuation Basin Foth Infrastructure & Environment, LLC | v

December 2021



Figure 4-1 Process Schematic Alternative AT ... 39

Figure 4-2 Proposed Site Plan Alternative AT ... 40
Figure 4-3 Process Schematic ARErNative A2... ... 41
Figure 4-4 Proposed Site Plan Alternative A2 ... 42
Figure 4-5 Process Schematic Alternative Br...........ooiiii i 46
Figure 4-6 Proposed Site Plan Alternative B.............oo 47
Figure 4-7 Process Schematic ARErnative C..........oovoiiiiiiii e 48
Figure 4-8 Proposed Site Plan Alternative C...........ooooii 49
Figure 4-9 Safety Site Force Main ROUTE. ... 50
Figure 5-1 Recommended Alternative Site Plan with Future Expansion..............ccccocooo... 59
Appendix
Appendix A Wetlands and FIoodplain Map ..........c.ooooiiiooeeceeeee e, 64
Appendix B Historical and Archeological Site RepOrt...........coooiiiiiiieeeeeeeee, 65
Appendix C Sample PUMIP CUMNVES. ... ..o, 66
Appendix D Total Present Worth and Capital Cost Estimate Calculations........................... 67
Appendix E Parallel Cost Percentage Calculations ............c.ooovioiiiooieeeeeeee, 68
Appendix F Regulatory Approval LEErS ..., 69

Facilities Plan for the Central Lift Station and Attenuation Basin Foth Infrastructure & Environment, LLC | vi
December 2021



Facilities Plan for the
Central Lift Station and Attenuation Basin

Executive Summary

Project Summary

Foth Infrastructure & Environment, LLC (Foth) was retained by the Caledonia Utility
District (CUD) to prepare a facilities plan for the Central Lift Station and Attenuation
Basin. The Central Lift Station was installed in 1987 and serves the eastern portion of the
CUD, generally bounded by 3 Mile Road to the south, 7 Mile Road to the north, Lake
Michigan to the east, and the Union Pacific Railroad and STH 31 to the west. The lift
station pumps wastewater through a 30-inch force main to the Racine Water and
Wastewater Utility (RWWU) collection system for further conveyance and treatment.
Future growth within the Central Lift Station Sewer Service Area (SSA) will increase
wastewater flows to the lift station, however, flow allocations to the RWWU remain
unchanged. Additionally, elements of the lift station have reached the end of their service
life. A facilities plan must be approved by the Wisconsin Department of Natural
Resources (WDNR) prior to completing design.

Purpose

The purpose of the facilities plan is to identify components of the existing lift station that
are in need of rehabilitation and to recommend designs for flow attenuation and safety
site conveyance. Flow attenuation involves on-site storage of wastewater flows in
excess of the allowable flow to the RWWU collection system, and is commensurate with
the findings of the current RWWU Facilities Plan. Safety site conveyance involves routing
flow above the allowable flow to the RWWU to a surface water outfall once the storage
system is full or filling at capacity. This document facilitates a review by the WDNR with
respect to applicable sections of the Wisconsin Administrative Code.

Scope

The following tasks were completed as a part of this facilities plan and are necessary to
evaluate potential alternatives and develop a summary of the recommended
improvements:

¢ Review historical flow data.
¢ Review current land use and development within the sewer service area.
¢ Summarize current flows for average and peak hour conditions.
¢ Provide a general description of the sewer service area.
¢ Perform endangered species and historical/archeological reviews of the site.
¢ Summarize design criteria for the existing lift station.
¢ Estimate future growth within the sewer service area.
¢ Develop future flow projections for average and peak hour conditions.
¢ Use a computer model of the sewer system to determine design storm
hydrographs.
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Analyze the capacity of existing infrastructure with respect to future flows.
Evaluate lift station, attenuation basin, and safety site system alternatives.
Perform a total present worth analysis for the proposed alternatives.
Provide recommendations for rehabilitation of the existing lift station.
Develop a capital cost estimate for recommended improvements.

Prepare an implementation schedule for the project.

Determine the parallel cost percentage for the Clean Water Fund loan.

® & & 6 O o o

Conclusions
Based on the findings of this report, the following is a summary of conclusions for the
Central Lift Station and Attenuation Basin:

¢ No endangered resources were found within the site boundaries that required
follow-up actions.

¢ The existing lift station site was not found to be an area of historical or
archeological significance.

¢ Wastewater flows are anticipated from primarily residential development in the
sewer service area, with some minor contributions from commercial and
governmental and institutional development.

¢ The projected design average annual flow rate is 4.5 MGD.

¢ The projected design peak hour flow rate is 27.3 MGD.

¢ The modeled 2040 5-Year 6-Hour Storm peak instantaneous flow rate is 27.9
MGD.

¢ The modeled 2040 5-Year 12-Hour Storm produces the greatest required storage
volume, which is 3.6 MG.

¢ The modeled 2040 100-Year 24-Hour Storm peak instantaneous flow rate is 35.0
MGD.

¢ The existing north 36-inch sewer is of adequate size for continued use with 2040
flows, however the existing south 21-inch sewer will surcharge under the same
conditions.

¢ The existing lift station wet well is of adequate size for continued use with 2040
flows.

¢ The existing wastewater pumps are suitable for continued use during 2040 flows.

¢ The existing force main is of adequate size for continued use during 2040 flows.

¢ The existing storm sewer does not have sufficient available capacity for use as a
safety site conveyance pipe.

¢ The most cost effective attenuation basin design is a covered concrete basin with
consecutive channels and an above grade, pumped in, gravity out layout.

¢ The most cost effective combined alternative is Alternative B, which consists of a
new attenuation basin and reconfiguration of the existing lift station to address all
pumping operations. However, Alternative A2, which consists of a new
attenuation basin and attenuation pumping station with no modifications to the
existing lift station pumps, is within 10-percent of Alternative B on a 20-year total
present worth basis and can therefore be considered of equal cost.
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¢

The most cost effective safety site alternative is the Pressure Conveyance
Alternative.

The total capital cost of the recommended improvements is estimated to be
$22,460,000.

The RWWU WWTP will receive flows from the Central Lift Station. It is capable of
treating the type of wastewater that is expected. Flow allocations to the WWTP
will not change through the year 2040.

The project may be funded through the Clean Water Fund loan program, with
payments made using user charge system revenue.

The parallel cost percentage for the recommended improvements is 100%.

Recommendations
In accordance with the previously identified conclusions, the following is a summary of
recommendations for the Central Lift Station and Attenuation Basin:

The 21-inch interceptor discharging into the lift station from the south catchment
should be evaluated for I/l and upsized for future flows.

The recommended global alternative is the Existing Lift Station Rehabilitation and
On-Site Storage Alternative.

The recommended on-site storage alternative is the Covered Concrete Attenuation
Basin Alternative.

The recommended attenuation basin channel configuration alternative is the
Consecutive Channel Alternative.

The recommended attenuation basin layout alternative is the Above Grade,
Pumped In, Gravity Out Layout Alternative.

The recommended combined alternative is Alternative A2, which consists of a new
attenuation basin and attenuation pumping station with no modifications to the
existing lift station pumps.

The recommended safety site conveyance alternative is the Pressure Conveyance
Alternative.

The existing lift station pumps and piping should be retained for continued use.
The existing lift station structure should be retained for continued use.

The new attenuation basin and pumping station should be constructed on the
existing lift station site.

Do not phase construction of the attenuation basin or attenuation pumping
station.

Phase construction of the safety site force main according to future trends in peak
flow.

Perform a condition assessment and capacity analysis for the existing large
pumps.

The existing lift station should be rehabilitated to facilitate continued use, including
replacement of the electrical and controls systems and standby generator.

Provide miscellaneous repairs to the existing lift station building and support
systems as needed based on the condition of items to be retained.
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¢ Submit the facilities plan to the WDNR for review and approval in December 2021.

Hold a public hearing for the project in February 2022.

¢ Start design of the Central Lift Station and Attenuation Basin improvements in
March 2022.

¢ Start construction of the Central Lift Station and Attenuation Basin improvements
in March 2023.

¢ Complete construction of the Central Lift Station and Attenuation Basin
improvements by September 2024.

*
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List of Abbreviations, Acronyms, and Symbols

ac acre
ATL across-the-line

cfs cubic feet per second

CUD Caledonia Utility District

CWF Clean Water Fund

District Caledonia Utility District

DU dwelling unit

FEMA Federal Emergency Management Agency
Foth Foth Infrastructure & Environment, LLC
FRPMP fiberglass-reinforced polymer mortar pipe

ft feet

ft/s feet per second

gal gallons

GIS geographic information system

gpcd gallons per capita per day

HP horsepower

/1 infiltration and inflow

in inch

kW kilowatt

kWh kilowatt-hour

MG million gallons
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NR110 Wisconsin Administrative Code Chapter NR110
O&M operation and maintenance
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RCP reinforced concrete pipe

RDII rainfall-derived infiltration and inflow
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RWWU Racine Water and Wastewater Utility
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1 Introduction
1.1 Purpose

The purpose of this facilities plan is to review existing conditions, evaluate long-term
needs, and develop a plan to provide economical and reliable wastewater collection,
storage, and conveyance to the customers of the Caledonia Utility District (CUD) Central
Lift Station Sewer Service Area (SSA). A 20-year design period was used in this facilities
plan, with the design period extending through the year 2040.

1.2 Project Description

The Central Lift Station is located in the Village of Caledonia on 4 %2 Mile Road near the
border with the Village of Wind Point. The lift station pumps wastewater from the Central
Lift Station Sewer Service Area (SSA) through a 30-inch force main to the Racine Water
and Wastewater Utility (RWWU) collection system for treatment at the RWWU
Wastewater Treatment Plant (WWTP).

This facilities plan effort was undertaken to identify components of the existing lift
station that are in need of rehabilitation and to recommend designs for flow attenuation
and safety site conveyance. Flow attenuation involves on-site storage of wastewater
flows in excess of the allocated flow to the RWWU collection system. Safety site
conveyance involves routing flow above the allocated flow to the RWWU to a surface
water outfall once the storage system is full or filling at the design peak flow rate. To
accomplish the latter goals, flow rates will be projected for the year 2040 and the sewer
system will be modeled to generate storm hydrographs for use in determining storage
requirements and peak flows.

1.3 Scope of Work
The scope of work for this facilities plan includes the following major tasks:

Review historical flow data.

Review current land use and development within the sewer service area.
Summarize current flows for average and peak hour conditions.

Provide a general description of the sewer service area.

Perform endangered species and historical/archeological reviews of the site.
Summarize design criteria for the existing lift station.

Estimate future growth within the sewer service area.

Develop future flow projections for average and peak hour conditions.

Use a computer model of the sewer system to determine design storm
hydrographs.

Analyze the capacity of existing infrastructure with respect to future flows.
Evaluate lift station, attenuation basin, and safety site system alternatives.
Perform a total present worth analysis for the proposed alternatives.
Provide recommendations for rehabilitation of the existing lift station.
Develop a capital cost estimate for recommended improvements.

® & 6 O O O o 0o

* & O o o
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¢ Prepare an implementation schedule for the project.
¢ Determine the parallel cost percentage for the Clean Water Fund loan.

1.4 Regulatory Requirements

This report has been prepared and is being submitted pursuant to the general
requirements of Chapter NR110 of the Wisconsin Administrative Code. Sections 110.10
and 110.11 provide requirements for facilities plans for municipally-owned sewage
collection and pumping systems. Section 110.09 provides requirements for municipally-
owned wastewater treatment plants and applies to attenuation facilities.
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2 Existing Conditions
2.1 Project Background

The Central Lift Station is located in the Village of Caledonia on 4 % Mile Road near the
border with the Village of Wind Point. The lift station pumps wastewater from the Central
Lift Station Sewer Service Area (SSA) through a 30-inch force main to the Racine Water
and Wastewater Utility (RWWU) collection system for treatment at the RWWU
Wastewater Treatment Plant (WWTP). The lift station, interceptor system, and force
main were constructed in 1987 following the decommissioning of the North Park WWTP.
The Central Lift Station was constructed at the site of the old WWTP.

The proposed project consists of three components: rehabilitation of the existing lift
station, construction of an attenuation facility for temporary storage of peak wastewater
flows, and installation of safety site infrastructure to divert wastewater that the system
cannot contain to a surface water outfall. As a part of a 2002 intergovernmental
agreement between the RWWU and surrounding communities, including the Village of
Caledonia, the Central Lift Station was assigned flow allocations for pumping to the
RWWU collection system. The flow allocations address average day, peak month, peak
day, and peak hour flows and have triggers at 80-percent, 90-percent, 95-pecent, and over
100-percent of allocated capacity for each duration. Over the last several years, the
Central Lift Station has exceeded some of these allocation thresholds, including on one
occasion the 100-percent peak hour allocation. These exceedances have triggered the
need for facilities planning for the Central Lift Station.

In addition to the recent flow allocation exceedances, the development of a new facilities
plan for the RWWU WWTP has provided impetus for this facilities planning effort. The
facilities plan analyzed the RWWU collection system and that of the surrounding
communities tributary to it. This analysis led to the recommendation that a 3.5 MG
storage facility be constructed at the Central Lift Station site. The storage facility
capacity was based upon addressing future flows up to the design year of 2040.
Additionally, it was based upon direction from the WDNR to provide a 5-year level of
service for wastewater bypass events within the region. In other words, all flows
generated by storm events up to and including a 5-year recurrence interval must be
contained within the system and cannot be bypassed to surface waters through a safety
site.

The current RWWU WWTP facilities plan did not address updating the 2002
intergovernmental agreement flow allocations for the member communities due to
growth within the region. Therefore, the original flow allocations will apply to the facilities
planning period of 2020 — 2040 addressed herein. The Central Lift Station peak hour
allocation of 13.07 MGD will remain unchanged, and flows above this up to the 2040 5-
year storm event must be stored in the collection system. For flows that exceed the 2040
5-year event, a safety site will be utilized to discharge wastewater to a surface water
outfall in order to protect customers from basement backups. It is understood that if
systems are in place to limit pumping to the RWWU to 100-percent of the peak flow
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allocation, to store additional flow up to the 2040 5-year storm, and to route any
remaining flow through a safety site, the 80-percent, 90-percent, and 95-percent
allocation triggers will be relaxed by the RWWU.

The purpose of this facilities plan is to identify components of the existing lift station that
are in need of rehabilitation and to recommend designs for flow attenuation and safety
site conveyance. To accomplish the latter goals, flow rates will be projected for the year
2040 and the sewer system will be modeled to generate storm hydrographs for use in
determining storage requirements and peak flows.

2.2 Location

The Central Lift Station SSA is located in the Village of Caledonia along the shore of Lake
Michigan north of the City of Racine. The SSA is generally bounded by 3 Mile Road to the
south, 7 Mile Road to the north, and the Union Pacific Railroad and STH 31 to the west.
The Village of Wind Point is included in the SSA. The lift station is located on 4 % Mile
Road at the same site as the CUD central office.

Refer to Figure 2-1 for a location map of the area.

2.3 Sewer Service Area

Land use in the Central Lift Station SSA consists of primarily single family residential, with
some multi-family residential lots as well as commercial, governmental, and industrial
land use.

Refer to Figure 2-2 for a map showing current land use within the Central Lift Station SSA.

2.4 Wastewater Flows
2.4.1 Existing Flow Data

Measurement of pumped flow at the Central Lift Station is achieved with a magnetic flow
meter on the discharge force main. The flow meter is calibrated annually and accurate
records are kept as the lift station is a point of discharge to the RWWU. Annual average
flow rates over the three years preceding this facilities planning effort are summarized
below in Table 2-1.
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Table 2-1
Historical Flow Rates 2018-2020
Central Lift Station

Annual Average Flow Rate

Year (MGD)
2018 2.244
2019 2.393
2020 2172
Average 2.270

Over the record period of 2018 — 2020, a storm event on August 10, 2020 produced a
peak hour flow rate of 15.106 MGD. This equates to a peak hour factor of approximately
6.7.

242 Existing Estimated Flows

Existing flows were estimated for the Central Lift Station SSA using the same techniques
that will be used for projecting future flows. The population of the SSA was first
calculated by totaling the number of existing sewered dwelling units (DUs) and
multiplying by a factor of 2.5 people per DU, based on current US Census data for the
Village of Caledonia, to obtain an estimated population. A per capita average flow rate of
167 gpcd was applied to the estimated population to determine the average annual
residential flow. To estimate flows associated with commercial, government and
institutional, and industrial land use, per-acre flow factors were assigned to each: 1,200
gpd/ac for commercial areas, 625 gpd/ac for government and institutional areas, and
2,000 gpd/ac for industrial areas. A peak hour factor of 6.0 was applied to the average
annual design flow to obtain the peak hour design flow. The per capita average flow rate,
land use-based flow rates, and peak hour factor were selected to match the values used
in the 1998 Racine WWTP facilities plan, which are in alignment with historical flow data
from the Village. The calculated annual average flow rate is 3.247 MGD (2,256 gpm) and
the calculated peak hour flow rate is 19.482 MGD (13,529 gpm).

Refer to Table 2-2 for estimated existing flows.

Estimated existing flows for the Central Lift Station SSA are higher than existing flow
data. However, the estimated flows will be used to develop future total flows as the
method of calculation is consistent for both and the estimated flows are more
conservative. In the future these flows may also prove to be more representative of an
aging collection system.
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Table 2-2
Estimated Existing Flows
Central Lift Station

Land Use Actual | Dwelling | Population Average Peak Hour
Area Units Annual Flow Flow
(ac) (MGD) 2 (MGD) 3
Single-Famil
gieramiy - 5,553 13,883 2.318 13.910
Residential
Multi-Famil
. . Z - 807 2,018 0.337 2.022
Residential
Senior Housing 4 - 181 453 0.076 0.456
Parks and
. - 91 228 0.038 0.228
Recreation
Commercial ® 221 - - 0.265 1.590
Government and
N 6 175 - - 0.709 0.654
Institutional
Industrial 7 52 - - 0.104 0.624
Total - 6,632 8 16,582 8 3.247 19.482
Notes:
1. Population is calculated using 2.5 people/DU and rounded up to the nearest person, then totaled.
2. Average annual flow is based on a per capita flow rate of 167 gpcd, after RWWU'’s 1998 Wastewater Treatment
Facility Plan.
3. Apeaking factor of 6.0 was used to determine the peak hour flow rate, after RWWU's 1998 Wastewater
Treatment Plant Facilities Plan.
4. Residential land use area was not calculated because dwelling units are existing and can be counted directly.
5. Aflow rate of 1,200 gpd/ac was used for commercial land use.
6. A flow rate of 625 gpd/ac was used for government and institutional land use.
7. Aflow rate of 2,000 gpd/ac was used for industrial land use.
8.  Note that the SEWRPC 2010 dwelling unit total is 6,269 and the population total is 16,102. The values listed in
Table 2-2 are estimates by the Village for 2021.
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2.5 Lift Station Description

The Central Lift Station was constructed in 1987 and consists of a screening chamber,
two wet wells, a separate dry well, and five wastewater pumps. In addition to these
items, the lift station building also includes a garage, office space, and meeting rooms as
it serves as the main office for CUD staff.

Wastewater flows into the screening chamber from two interceptor sewers. A manual
bar screen is used to keep large solids out of the wet well; the screen is cleaned regularly
by hand. From the screening chamber, wastewater enters the large pump wet well.
Three large pumps draw from this wet well during periods of high flow. Adjacent to this
wet well is the small pump wet well. Two small pumps draw from this wet well under
average flow conditions. Gates can be closed to shut off flow to the large pump and
small pump wet wells. A bypass pipe can be used to route flow from the screening
chamber around the large pump wet well to the small pump wet well.

Refer to Figure 2-3 for an overview of the existing lift station property and Figure 2-4 for a
plan view of the lift station building and immediate surroundings. Relevant design
parameters for the overall lift station are provided below in Table 2-3.

Table 2-3
Existing Lift Station Design Parameters
Central Lift Station

Parameter Value

Wet Well Dimensions (L x W)

Screening Chamber 10-0" x 6-0"
Large Pump Wet Well 22'-8" x 8-0"
Small Pump Wet Well 11-0" x 8-0"
Depth ! 3-6"
Number of Pumps 5
Generator Size, kW 400

T Measured from low water level to high water level. Actual operating band is
shorter and can be adjusted.

The wastewater pumps are vertical centrifugal non-clog style pumps with line-shaft
driven motors. The small pumps operate on VFDs. The large pumps share a VFD but
typically operate at constant speed. The pumps are controlled with a pressure transducer,
which is backed up by float switches. The pumps discharge to a common 20-inch
header, which increases to a 30-inch force main outside the building. A magnetic flow
meter is located in a manhole outside the building and is used for metering wastewater

Facilities Plan for the Central Lift Station and Attenuation Basin Foth Infrastructure & Environment, LLC | 9
December 2021



flow to the RWWU. Odor control chemical is added to the wet well seasonally to reduce
wet well and force main odors. A standby generator is located inside the lift station
building and provides power to the pumps and controls in the event that utility power is
lost.

Relevant design parameters for the existing wastewater pumps are provided in Table 2-4.

Table 2-4
Existing Pump Design Parameters
Central Lift Station

Parameter Small Pumps Large Pumps
Manufacturer Fairbanks Fairbanks
Model 8" 5424 10" 5425
Design Capacity, gpm (ea.) 3,100 4,150
TDH at Design Capacity, ft 62 70
Speed, rpm 1,200 900
Motor Size, HP 60 100
Motor Control VFD Cg;zte%nt

The design firm capacity of the lift station is approximately 12 MGD, which involves
running two large pumps simultaneously. The design intent is that small pumps and
large pumps are not operated together. The 100-percent peak hour flow allocation for the
lift station is 13.07 MGD. At present this flow rate can nearly be met by operating only
two large pumps. Operating all three large pumps exceeds the flow allocation. It may be
necessary to install full trim impellers and larger motors or to over-speed the motors
slightly to fully match the peak hour flow allocation.

The lift station was installed in 1987 and has been providing reliable service since then.
The lift station does not experience issues relating to odors or grease. Ragging of the
pumps is a semi-regular occurrence, but staff prefer removing rags from the pumps to
the use of a grinder. All pumps appear to be in good working order and suitable for
continued use, however, prior to design a condition assessment will be conducted for the
large pumps; the condition assessment will also investigate the capacity of the pumps to
determine if larger impellers and motors or over-speeding are needed for future use.
Water hammer has not been an issue but a surge relief valve will be installed as a
safeguard. The electrical system is in need of an upgrade and the generator is reaching
the end of its service life. VFDs will be installed for all large pumps. The building is in
good condition, but CUD staff have expressed interest in expanding office space at the lift
station. Miscellaneous building systems upgrades will also be included in the final
project scope.
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2.6 Flooding and Wetlands

The lift station site is not within the Federal Emergency Management Agency (FEMA)
100-year flood zone. The only areas classified as wetlands on the lift station site are
along the southern property line, which is an area that will not be disturbed by
construction activity. Refer to the map in Appendix A for floodplain and wetland limits.

2.7 WDNR Environmental Site Requirements
2.7.1 Endangered Resources Review

The Central Lift Station is located at the southern end of a parcel of land owned by the
District that is approximately 250 ft wide by 1,200 ft long. Most of the site consists of a
grass lawn and is kept in a mowed condition. Up to 1987, when the current lift station
was constructed, the majority of the site was a WWTP. After the lift station was
constructed the WWTP was decommissioned and the existing structures were removed
or buried. The site is located in a residential neighborhood and all parcels surrounding
the property have been developed.

An endangered resources review was performed for the Central Lift Station site (ERR Log
No. 21-381). The review found no species present that require follow-up actions. Three
species of plant were found that are of special concern; however, improvements
proposed for this site are all located in landscaped areas of the site and therefore would
not affect these plant species. Consequently, further action is not deemed necessary.

2.7.2 Historical and Archeological Site Review

The Wisconsin Historical Society Archeological Reports Inventory and the Wisconsin
Architecture and History Inventory were searched for historical and archeological site
impacts at the Central Lift Station. The search found no areas of interest that would

impact construction at the site. The reports can be found in Appendix B.

2.7.3 WWTP Separation Requirements

The Central Lift Station and Attenuation Basin project consists of constructing a new lift
station and attenuation basin. NR 110 does not require physical separation from
surrounding commercial or residential properties for lift stations. For WWTPs, separation
distances are identified under 110.15(3)(d). The attenuation basin will be located within
100 ft of existing residences along the east and west property boundaries of the site.
However, the basins will be used only during storm events that lead to flows in excess of
the flow allocation for the lift station. This flow rate is approximately three times the
2040 design average flow rate. Thus, use of the system will be infrequent. Additionally,
the attenuation basin will be buried below grade and covered with grass turf. The
wastewater entering the basin will be highly diluted and therefore not likely to generate
noticeable odors. The basin will be equipped with a hydraulic flushing system to clean
sediment from the basins that could otherwise lead to odor formation. A vapor-phase
odor control system is not proposed as a part of this project, as the site does not
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currently receive odor complaints, however provisions will be made for the addition of an
odor control system in the future if deemed necessary. For these reasons, the site is
considered suitable for construction of the attenuation basin.
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3 Future Conditions
3.1 Sewer Service Area

The Central Lift Station SSA boundary will not change as a result of the facilities planning
process, however, the population density will increase. Growth in the SSA is primarily
attributed to the development of farmland into residential housing. Some future
commercial and government and institutional developments are also planned.

Refer to Figure 3-1 for a map showing current and future land use within the Central Lift
Station SSA.

3.2 Design Period

The design period for the planning area is 20 years. Within this period of time, nearly all
of the remaining undeveloped areas will be filled in with single family homes, multi-family
housing, commercial properties, and governmental and institutional facilities. These
developments will bring the SSA nearly to its expected maximum density, which
represents the ultimate build-out condition for wastewater flows. Only several small
parcels on the north edge of the SSA are not projected for development within the design
period.

3.3 Design Flows
3.3.1 Population Projections

Population projections for residential growth within the Central Lift Station SSA were
developed using estimates for dwelling units per acre and population per dwelling unit.
The areas zoned as future residential were divided into three land use categories: single-
family residential at 2.2 DU/ac, multi-family residential at 4.0 DU/ac, and multi-family
residential at 4.6 DU/ac. For each category, the total area was calculated. These areas
were then reduced by 15-percent to account for land used for streets. For each area, the
respective number of dwelling units per acre was applied to the total area to estimate the
projected number of dwelling units. Note that in addition to these areas, one planned
condominium development totaling 280 DUs was included. Based on current US Census
data for the Village of Caledonia, a factor of 2.5 people per dwelling unit was used to
determine the increase in population within the SSA for residential areas.

Using the methods described above, the total increase in population to the Central Lift
Station SSA during the 20 year design period is estimated to be 7,201 people. Adding this
to the existing population estimate, along with183 people from currently unsewered
areas, yields a total population of 23,966 people. Refer to Table 3-1 for the projected
population.

332 Residential Flow Projections

The total increase in population to the Central Lift Station SSA during the 20 year design
period is estimated to be 7,201 people. To calculate an average annual flow rate for
residential growth, a per capita flow rate of 167 gpcd was applied to the total additional
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population. The per capita average flow was selected to match the value used in the
1998 RWWU WWTP facilities plan. In addition, 73 existing single family residential units
will be connected to the sewer system, adding an estimated 183 people and 0.030 MGD
of average annual flow. The calculated total increase in average annual residential flow
rate due to future development and new sewer connections within the SSA is 1.232 MGD.
Refer to Table 3-1 for projected residential flows.

3.3.3 Commercial and Government and Institutional Flow Projections

In addition to residential growth, some commercial and government and institutional
growth is expected in the Central Lift Station SSA. Land areas for these two categories
were totaled and per acre flow rates were used to determine projected flows. For
commercial land use a flow rate of 1,200 gpd/ac was used and for government and
institutional land use a flow rate of 625 gpd/ac was used; these rates match typical
values observed in the District over the last several decades. The calculated increase in
average annual commercial and government and institutional flow rate due to future
development within the SSA is 0.074 MGD. Refer to Table 3-1 for projected commercial
and government and institutional flows.

3.34 Industrial Contributions

Approximately 52 acres of the Central Lift Station SSA has been developed for industrial
use. No future industrial areas are planned within the Central Lift Station SSA. The flows
associated with this area are presented in Table 2-2.

3.3.5 Infiltration and Inflow

Infiltration is defined as water that enters a pipeline through cracks in the pipe wall or at
pipe joints. It is often caused by saturated soil conditions surrounding the pipe.
Infiltration is typically seen as prolonged periods of higher than expected flow. Inflow is
defined as water that enters a pipeline through a manhole or a hole in the pipe. It is often
caused by surface runoff during a storm event. Inflow is typically seen as a short period
of extremely high flow during a storm event.

Per capita flow rates used herein for flow development account for contributions to the
total flow by infiltration and inflow (I/1) under average flow conditions. The majority of the
SSA utilizes existing sewers, which are typically subject to higher I/l rates. However, there
is evidence that these per capita flow rates are typical even for sewers constructed in
Southeast Wisconsin with more modern methods. This is due in part to high
groundwater and corrosive soils in the region.

Infiltration and inflow are typically highest during a storm event. To address this, a peak
hour flow factor of 6.0 was applied to the average annual flows developed in Table 3-1.
This peaking factor is typical for communities located in Southeast Wisconsin. Both the
peak hour factor and per capita flow rate values match those used in the 1998 RWWU
WWTP facilities plan, which are in alignment with historical flow data from the Village.
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3.3.6 Other Communities

The Village of Wind Point is included in the Central Lift Station SSA. Wastewater flow
from other communities does not enter the Central Lift Station SSA. Additionally, there
are no nearby communities that it would be cost-effective to connect to the SSA or for
the Central Lift Station to discharge to. The Central Lift Station currently discharges to
the RWWU collection system. Therefore, no other communities were contacted as a part
of the facilities planning process.

3.3.7 Design Flow Rates

The 20-year projected design flows for the Central Lift Station SSA were calculated by
combining the existing and future projected flows. These flows account for I/1 into the
collection system. No flows are attributed to industrial growth or adjacent communities.
Design flow rates are summarized below in Table 3-1.

Based on the flow projections described above, the flow in the Central Lift Station SSA is
projected to increase by approximately 40-percent during the 20-year design period. The
majority of this increase in flow is attributed to residential development. If all of this
development is realized, the SSA will be almost fully built out and thus the flows
generated herein would represent ultimate design flows for the lift station.
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3.4 Sewer Modeling
3.4.1 Background

The Central Lift Station sanitary sewer model (Model) was developed using Bentley
SewerGEMS CONNECT (SewerGEMS) modeling software, which is a software product
specifically designed for sanitary and combined sewer modeling. The focus of the Model
was to evaluate the existing system flows, analyze the capacity of existing infrastructure
with respect to future flows, model rainfall derived inflow and infiltration (RDII) for various
storm events, determine the capacity of the proposed attenuation basin at the Central Lift
Station, and develop the design for a safety site to convey flows that exceed the
proposed storage capacity. The intent of these actions was to facilitate the design of
infrastructure that will allow the District to comply with the level of service requirements
identified by the WDNR, prevent discharges to the RWWU that exceed flow allocations,
and protect customers from basement backups during extreme flow events.

342 Model Development

The Central Lift Station sanitary sewer model was constructed using the ArcGIS interface
in SewerGEMS. The elements and attributes in ArcGIS were imported to SewerGEMS and
any incomplete or missing data was manually input using collection system record
drawings. The Model was then evaluated using the connectivity review tools in
SewerGEMS to ensure a hydraulically coherent model. The completed Model consists of
approximately 1,790 manholes, 1,800 conduits, and five lift stations and encompasses
the entire Central Lift Station SSA.

Base flows were determined by developing area-based flow estimates and calibrating
these flows to measured data. Existing residential flows were estimated by determining
the number of existing dwelling units, determining a total population, and assigning a per
capita flow rate to this population. In order to be consistent with preceding methods of
flow estimation, 2.5 people per dwelling unit and 167 gpcd were used to generate the
flows. Future flows were developed by applying the same parameters to areas of future
development. Future development areas were assigned a dwelling unit density
consistent with the area-based method: 2.2 DU/ac, 4.0 DU/ac, or 4.6 DU/ac. Future
commercial and government and institutional flows used the previously identified per
acre flows rates of 1,200 gpd/ac and 625 gpd/ac respectively.

Calibration of the Model focused on matching modeled loading patterns with flows based
on flow metering data. Meters were installed in two manholes, located immediately north
and south of the Central Lift Station. These two metered manholes were the basis of both
the dry-weather and rainfall derived infiltration and inflow calibrations. The dry-weather
flows were calibrated to match the typical diurnal flow variation for the SSA; the
calibration was based on the flow metering data from the period of January 1 — 8, 2021.
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Wet weather flows were modeled using the RTK method to convert rainfall to sewer flow,
which combines flows from rapid inflow, moderate infiltration, and slow infiltration
components to produce a single hydrograph shape specific to the area being modeled.
‘R" is the fraction of precipitation that enters the collection system for that component,
“T" is the time from the precipitation pulse to the peak of rapid inflow of the hydrograph,
and ‘K" is the ratio of the time to the peak flow to the time to the end of the hydrograph.
RDII sources in the system include inflow at services, sump pumps and manholes as well
as infiltration at manholes and through cracks in the sewer pipes and joints. These
sources are not metered or specifically known and therefore the RTK method is used to
determine a hydrograph that simulates the system'’s rain events. T and K parameters
were based on a storm event that took place from July 9 — 10, 2020 and produced
approximately 3.8 inches of rain over a 12-hour period. This storm resulted in
surcharging of the metering manholes and thus did not present a good data set for
calibrating the R value. The R value was calibrated using the August 2, 2020 storm event,
a small storm with a total of 0.92 inches of rain over 10 hours. The Model was then run
using this storm event to confirm that all RTK parameters were properly calibrated.

The Model was calibrated based on depth, or level of water in the metered manholes. The
depth component was used to calibrate the Model since the meters were found to
measure depth more accurately than flow rate. Depth could then be used within the
Model to generate flow rates. Following the successful depth-based calibration of the
Model, design storms were input into the Model to generate the required storm flow
hydrographs for future conditions.

3.4.3 Model Output

The ultimate goal of the Model was to determine the storage volume required to meet all
2040 storm events with a level of service of five years and to determine the 2040 peak
flow for development of a safety site design. To develop hydrographs for these events,
the precipitation depth for various storm durations was determined using the National
Oceanic and Atmospheric Administration (NOAA) Precipitation Frequency Data Server for
the Racine weather station. The NOAA precipitation-frequency estimates were analyzed
using SEWRPC recommended rainfall distribution and modeled in SewerGEMS. The peak
flow allocation for the Central Lift Station to the RWWU is 13.07 MGD. The resulting
storage volumes required to meet a five year level of service for various storm durations
are summarized below. Refer to Figure 3-2 for a graphical comparison of hydrographs
for these storm events.
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Table 3-2
Flow Storage Analysis
Central Lift Station

Rain Depth Peak Hour Volume Stored
Rain Event (in) Flow (MGD) (MG)
5 Year 2 Hour 2.01 259 2.0
5 Year 3 Hour 2.24 27.7 2.0
5 Year 6 Hour 2.59 279 3.2
5 Year 12 Hour 2.87 258 3.6
5 Year 24 Hour 3.22 23.0 2.5

As demonstrated in Table 3-2, the design storm for storage of a five year level of service
is the 12-hour event. This storm requires a storage facility with a capacity of 3.6 MG.
Note also that the pumping system that conveys excess flow into the basin must be
designed for the 6-hour event peak flow rate of 27.9 MGD minus the flow rate to the
RWWU of 13.0 MGD. Figures 3-3 and 3-4 present the influent hydrographs for the year
2040 5-year 12-hour and 5-year 6-hour storms.

The Model was also used to determine the 2040 peak instantaneous flow for
development of the safety site design. For this flow, the 100-year 24-hour storm was
modeled. The resulting peak instantaneous flow rate was 35.0 MGD. The Central Lift
Station and Attenuation Basin facility will accommodate this storm as follows: a
continuous flow of 13.0 MGD will be maintained to the RWWU collection system
throughout; the 3.6 MG attenuation basin will be filled at a rate up to the attenuation
pump capacity of 14.9 MGD, for a total output matching flow up to the 5-year level of
service peak flow of 27.9 MGD; flows in excess of this and up to 35.0 MGD will be
pumped to the safety site; once the attenuation basin is full, at approximately hour 16, the
expected influent flow rate will be 32.5 MGD; the system must be capable of conveying
the remaining flow, up to 19.5 MGD, to the safety site. This sequence and the 100-year
24-hour storm hydrograph are depicted in Figure 3-5.

Modeled flow rates are summarized below in Table 3-3.
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Table 3-3
Modeled Flow Rates
Central Lift Station

Parameter Value
Existing Annual Average Flow Rate, MGD 3.12
Projected Design Annual Average Flow Rate, MGD 4.27
2040 5-Year 12-Hour Storm Peak Instantaneous Flow, MGD 25.80
2040 5-Year 6-Hour Storm Peak Instantaneous Flow, MGD 27.90
100-Year 24-Hour Storm Peak Instantaneous Flow, MGD 35.00

The modeled flow rates were compared to projected design flows in the previous
subsection. The existing and projected 2040 annual average modeled flow rates closely
match projected flow rates developed using the area-based method outlined in the
previous subsection. The peak hour flow calculated using the area-based method is 27.3
MGD, which approximately matches the 2040 5-year 6-hour storm. The modeled peak
instantaneous design storm exceeds the calculated peak hour flow by approximately 8
MGD.

The 100-year 24-hour storm peak instantaneous flow will be used to size the safety site
system. The purpose of the safety site system is to protect customers’ basements from
sewer backups, and therefore a more conservative approach is warranted. Additionally,
the peak instantaneous flow is a modeled flow and therefore should be more accurate
than the desktop method of multiplying a peaking factor to an average flow.
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4 Alternatives Analysis
4.1 Capacity Analysis

The projected 2040 peak instantaneous flow rate to the Central Lift Station is 35.0 MGD.
The lift station must convey this flow rate without surcharging the collection system. The
level of service required by the WDNR is represented by the 2040 5-year storm; the 6-hour
duration event produces the peak flow rate, 27.9 MGD, and the 12-hour duration event
generates the maximum storage volume, 3.6 MG. The lift station must not allow these
storms to result in safety site discharges or to surcharge the collection system. The flow
allocation to the RWWU over the 20-year planning period remains unchanged at 13.07
MGD. The 2040 design average flow rate is 4.553 MGD. The existing lift station, force
main, and collection system were evaluated using these flows to determine if a capacity
increase is required.

4.1.1 Lift Station
4111  Wastewater Pumps

As the flow allocation for the Central Lift Station is not changing over the planning period,
higher peak flows do not change the amount of flow that can be routed to the RWWU
collection system. Therefore, the existing large pumps are of adequate capacity for
future use. The capacity of the small pumps is 3,100 gpm (4.46 MGD) each. These
pumps operate on VFDs and can be turned down below this flow rate. The 2040 design
average flow rate is 4.553 MGD. Therefore, the existing small pumps are of adequate
capacity for future flows. Two pumps may be required at times to convey average flows,
but this does not affect the lift station’s firm capacity. If one small pump is out of service,
one larger pump can be used at a variable speed to serve as a redundant unit.

41.1.2  Wet Well

The existing wet well is composed of three interconnected chambers: a screening box, a
large pump wet well, and a small pump wet well. Flow enters the screening box, then
flows into the large pump wet well. A gate controls flow from the large pump wet well
into the small pump wet well. Under normal operation, all three chambers are
hydraulically connected and share the same water level. The collective volume per foot
of depth for the wet well is 2,464 gal/ft. The vertical distance between the low water level
and the high water level is 3.5 ft. The small pumps operate on VFDs, whereas the large
pumps are constant speed. The pump “on” and “off” levels are controlled by a
submersible level transducer and are adjustable. The 2040 design average flow rate is
4.553 MGD.

Wisconsin Administrative Code Chapter NR 110 has two criteria for lift station wet wells:
a maximum hydraulic detention time of 30 minutes at the design average flow rate for
the LEAD pump stage and a minimum pump cycle time of five minutes. The design
average flow rate is 3,162 gpm, which yields a maximum lead pump stage volume of
95,000 gal. A wet well volume that large is not realistic. Regarding pump cycle time, the
pumps will operate on VFDs under normal conditions and are therefore not at risk for
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motor overheating due to frequent starting and stopping. If both small pumps are
operating on backup controls, a stage 1 volume of 3,952 gal is required to achieve a
pump cycle time of 5 minutes. This is approximately 1.5 ft of wet well level, which is
compatible with the operating range of 3.5 ft. Therefore, the wet well is of adequate
capacity for future use.

The high water level in the wet well is EL 587.00. All alternatives require operating height
above this level, either for overflowing a weir or operating additional pumps. An
additional 2 ft of height, or EL 589.00, should prove sufficient for all operations. A water
level of 589.00 would just surcharge the 21-inch interceptor at MH 10, which is
approximately 120 ft upstream of where the interceptor enters the lift station property
boundary and prior to the first lateral connection. A water level of 589.00 would just
surcharge the 36-inch interceptor at MH 1, which is on the lift station property near the
building. Thus, the wet well and collection system are suitable for increased water levels
associated with attenuation and safety site processes.

412 Force Main

The existing force main that carries forward flow to the RWWU collection system is
constructed of 30-inch ductile iron pipe. For the 20-year peak hour flow rate, the
maximum allowable velocity through this pipe is 10 ft/s. In the RWWU force main, this
corresponds to a flow rate of 23,500 gpm (33.8 MGD). Thus, the force main nearly has
capacity to pass the 2040 peak instantaneous flow rate. However, the Central Lift Station
flow allocation to the RWWU is limited to 13.07 MGD and will not discharge more flow
than this during the planning period. Therefore, the existing force main is of adequate
size for future use. Note that a redundant force main will be considered in the future and
if selected would be constructed in conjunction with the replacement of Main Street.

41.3 Sanitary Sewer System

Two interceptor sewers discharge into the Central Lift Station wet well: a 36-inch sewer
from the north and a 21-inch sewer from the south. Both pipelines are constructed of
RCP, and both sewers are sloped more steeply from the first manhole upstream into the
lift station than they are further upstream. In other words, the last section of pipe before
the lift station wet well is sloped the steepest. The capacity of these sewers was
evaluated for both the 5-year 6-hour storm and the 100-year 24-hour storm using
Manning’s Equation, with a Manning’s “n” of 0.015 for old concrete. The degree to which
the sewers surcharge for the various flows was evaluated using the Darcy-Weisbach
equation as well as the SewerGEMS Model. The split in flow between the north and south
pipe sewer sheds was based on Model output. Sewer capacity calculations are
summarized below in Table 4-1.
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Table 4-1
Sewer Capacity Analysis
Central Lift Station

North Sewer

South Sewer

Storm Event (361in) (21 in)
Flows
2040 5-Year 6-Hour (MGD) 14.55 13.35
2040 100-Year 24-Hour (MGD) 16.47 18.53
Sewer Capacity (per Manning's Equation)
First Pipe Segment Upstream of Lift Station (MGD) 42.65 6.05
Third Pipe Segment Upstream of Lift Station (MGD) 13.96 3.32
Sewer Surcharge (per Darcy-Weisbach Equation)
First MH Upstream of Lift Station — 5-Year 6-Hour (ft) - 3.56
Third MH Upstream of Lift Station — 5-Year 6-Hour (ft) 1.67 15.71
First MH Upstream of Lift Station — 100-Year 24-Hour (ft) - 6.85
Third MH Upstream of Lift Station — 100-Year 24-Hour (ft) 2.14 30.22
Sewer Surcharge (per SewerGEMS Model)
First MH Upstream of Lift Station — 5-Year 6-Hour (ft) - 1.00
Third MH Upstream of Lift Station — 5-Year 6-Hour (ft) - 9.50
First MH Upstream of Lift Station — 100-Year 24-Hour (ft) - 3.50
Third MH Upstream of Lift Station — 100-Year 24-Hour (ft) - 23.50

The calculations summarized in Table 4-1 show that the 36-inch sewer is of adequate
capacity for 2040 design flows. The capacity of the sewer as calculated by Manning's
Equation is slightly below the 5-Year 6-Hour and 100-Year 24-Hour model flow rates.
Desktop calculation using the Darcy-Weisbach equation shows only a small amount of
surcharging in the sewer. Model output for these events shows no surcharging in the
sewer, although it is nearly at capacity. Therefore, it is not expected that this condition
will impact sewer connections upstream and the 36-inch sewer is considered to be of
adequate capacity for continued use.

Conversely, the calculations summarized in Table 4-1 show that the 21-inch sewer is
undersized for future flows. The Manning’'s Equation capacity of the sewer is well below
Model flow rates, and both desktop and Model results show extreme surcharging during
the 5-Year 6-Hour and 100-Year 24-Hour events. According to the Model, surcharged
conditions develop more than a half mile upstream of the lift station and persist for
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hours. Existing flow monitoring data, including for the August 10, 2020 storm, which
generated 3.87 inches of rain in 2 hours, showed manholes immediately upstream of the
lift station surcharging by as much as 10 feet. Surcharged conditions have been
corroborated by CUD staff inspections. Replacing the sewer with larger pipe, likely at
least 36-inch, will be required to accommodate the 2040 design flows. However, as the
south catchment is smaller than the north catchment but generates higher flows during
storms, an I/l evaluation of the system is recommended prior to designing a new
interceptor. Further analysis of the sewer system is outside the scope of this
investigation.

414 Storm Sewer System for Safety Site

SewerGEMS was also used to develop a model of the existing storm sewer system
tributary to the 30-inch outfall located in the area of the proposed safety site.
SewerGEMS uses land cover, rainfall depth and intensity, and drain time to calculate
stormwater flow in storm sewer systems. Profiles of the storm sewer system can also
be generated to determine if surcharging of the pipes and structures is occurring. The
storm sewer model was run for the 5, 10-, 25-, and 100-year 6-hour storm events.

The results of the model indicate that the 30-inch storm sewer draining to, and located
within, the proposed safety site area has adequate capacity during the 5-year 6-hour
event, is close to capacity during the 10-year 6-hour event, and is over capacity during the
25-and 100-year 6-hour events. Table 4-1 summarizes the water surface elevations at
the upstream and downstream ends of the storm sewer system relative to the top of the

pipe.

Table 4-2
Storm Sewer Water Level Summary
Central Lift Station

Top of Pipe Elevation =~ Water Surface Elevation

(f) (f)
Storm Event US/DS US /DS
5-Year 6-Hour 603.40 / 585.00 602.20 / 584.00
10-Year 6-Hour 603.40 / 585.00 602.45/ 584.15
25-Year 6-Hour 603.40 / 585.00 603.30 / 584.75
100-Year 6-Hour 603.40 / 585.00 608.30 / 585.30

Consequently, this storm sewer cannot be used to convey safety site flows to the outfall.
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4.2 Preliminary Alternatives Analysis
4.2.1 Global Alternatives

Four global alternatives were identified and are discussed below. The global alternatives
address the overall solution to the issues impacting the Central Lift Station.

4211 No Action Alternative

The projected 2040 5-year storm flow exceeds CUD's flow allocation to the RWWU. No
on-site storage is currently available. A safety site has not been established at the lift
station. The No Action Alternative does not address these considerations. Therefore, the
No Action Alternative is not applicable to this project.

421.2 Redirection of Flow Alternative

The Central Lift Station SSA is one of three large SSAs in the Village of Caledonia and a
point of discharge to the RWWU collection system. Redirecting flow would require other
collection system infrastructure to be upsized to handle this additional flow. Additionally,
the existing lift station and force main are sized for the allocated flow from the Central
SSA and have service life remaining. Therefore, the Redirection of Flow Alternative is not
applicable to this project.

421.3 New Lift Station Alternative

The major structural components of the existing Central Lift Station are of sufficient size
and in adequate condition for continued service. No changes to the existing sewer
system or force main are required to incorporate additional flows. Therefore,
construction of a new lift station would not be cost-effective compared to retaining and
rehabilitating the existing lift station. Thus the New Lift Station Alternative is not relevant
to this project.

4.2.1.4  Existing Lift Station Rehabilitation and On-Site Storage Alternative

The existing lift station is suitable for continued use and the lift station property is of
sufficient size to incorporate on-site storage alternatives. As the RWWU flow allocation
will not change over the planning period and the required level of service exceeds this
allocation, storage is required. Therefore, the Existing Lift Station Rehabilitation and On-
Site Storage Alternative will be developed further as a part of this facilities plan.

Regarding the location of the storage facility, the existing site has sufficient room for on-
site storage. The SSA is largely developed and no other suitable locations for a storage
facility were found. In addition, the two major interceptors within the Central Lift Station
SSA converge at the Central Lift Station site. Therefore, if storage were located off-site,
two facilities would likely be needed. Consequently, the Central Lift Station site was
selected as the location for wastewater storage.
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4272 On-Site Storage Alternatives

Four alternatives for on-site storage were evaluated for further development in this plan.
These alternatives are discussed below.

4221  Above-Ground Steel Tank Alternative

The Above-Ground Steel Tank Alternative consists of installing four circular glass-lined
bolted steel tanks at grade north of the lift station on the same property. The tanks,

estimated to be approximately 20 ft tall, would rest on concrete slabs and be covered.
Pumps would route flow into the tanks and they would drain by gravity to the wet well.

The Above-Ground Steel Tank Alternative would not be acceptable to adjacent property
owners on account of the detrimental aesthetic impacts it would cause to the
neighborhood. Even with screening vegetation, these tanks would be visible throughout
the neighborhood. Therefore, this alternative will not be considered further.

4.2.2.2 Buried Pipe Storage Alternative

The Buried Pipe Storage Alternative consists of a grid of large HDPE pipes buried
underground and used to store wastewater during an attenuation event. Pumps would
route flow into the pipes. The pipes would drain to a secondary lift station that would
route flow to the Central Lift Station wet well. The pipes would be on the order of 6 feet in
diameter and connected at the ends by header pipes. It is likely that two layers of pipes
would need to be installed to store flow from the 2040 5-year 12-hour event.

The Buried Pipe Storage Alternative is not compatible with automated cleaning of the
basins. During an attenuation event, solids will settle in the pipes and gravity drainage
will not completely remove this material. The settled material will likely generate odors
following an event. In addition, the pipes do not use the available space as efficiently as a
rectangular tank and therefore no room for future expansion would be available with this
alternative. Therefore, this alternative will not be considered further.

4.2.2.3 Collection System Storage Alternative

The Collection System Storage Alternative consists of replacing upstream sewer pipe
with oversized segments capable of storing flow during a storm event. This alternative
was not developed further for several reasons. Replacement of existing sewers, and the
associated roadway restoration, would be inordinately expensive. The sewers would
need to be replaced with at least 60-inch pipe, which may not fit in the existing alignment.
In excess of five miles of sewer would need to be replaced if 60-inch pipe were used.
Storage would not be controlled by CUD staff and it would be difficult to detect when the
approximate volume of storage is reached. Therefore, this alternative will not be
considered further.

4224 Covered Concrete Attenuation Basin Alternative

The Covered Concrete Attenuation Basin Alternative consists of buried rectangular
concrete channels in series. Once each basin channel fills with wastewater, it overflows
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into the next one upstream. Flushing water storage tanks at the head of each channel
are used to store water that is used for flushing. After the basin has been drained, the
flushing water in each channel is rapidly released from the tanks by opening a hydraulic
gate. This creates a wave of water that flushes solids from the channel floors and back
to the lift station wet well. Clean water is available for use in a second flush. The system
is automatically operated via a control panel.

The Covered Concrete Attenuation Basin Alternative is able to be buried and therefore will
not create aesthetic issues. The system can be cleaned easily, which will reduce odor
impacts. Storage and flushing can be automated, making the system user-friendly and
more flexible. The District currently operates a similar system, the Hoods Creek
Attenuation Basin Facility. For these reasons, the Covered Concrete Attenuation Basin
Alternative will be further evaluated in this plan.

4.2.3 Attenuation Basin Channel Configuration Alternatives

The selected alternative for storing wastewater is a covered concrete basin. A basin
consists of multiple channels in series. Each channel is 32 feet wide and includes two
flushing gates and associated flushing water storage areas. A total of six channels are
required to achieve the necessary storage volume. Three different configurations were
evaluated for the channels in the basin: consecutive, non-consecutive, and separate.
These configurations were evaluated in order to determine which was most cost
effective, all other considerations being equal.

4231 Consecutive Channels

The Consecutive Channel Configuration consists of all six channels overflowing and
draining from one into another, with the channel at the beginning discharging to the lift
station. As the channels drain consecutively, the drain sumps must be progressively
deeper. This limits the storage depth of the channels. However, construction is
simplified. Given the required number of channels and site constraints for this project,
the Consecutive and Non-Consecutive Channel Configurations are approximately equal in
cost. Due to the simplified layout and construction of the Consecutive Channels
Configuration, it was selected for use in the subsequent total present worth analysis.

423.2 Non-Consecutive Channels

The Non-Consecutive Channels Configuration consists of the channels arranged roughly
ina “V" shape, with two channels being deeper than the remaining four. The deeper two
channels would fill first, and all channels would drain to the center of the structure rather
than to one end. This configuration is more efficient when the number of channels
exceeds six, as more volume can be used at the same excavation depth — in other words,
the channels have greater volume for their surface area. However, construction is
complicated by this arrangement. Given the required number of channels and site
constraints for this project, the Consecutive and Non-Consecutive Channel
Configurations are approximately equal in cost. Due to a more complicated layout and
construction, the Non-Consecutive Channels Alternative will not be considered further.
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4.2.3.3 Separate Channels

The Separate Channels Configuration consists of constructing two separate basins with
three channels each. This configuration allows for taking an entire basin out of service
for cleaning or maintenance without losing the capacity to store some flow. It may also
simplify future expansion. However, compared to the other two configurations, it is not
cost effective for this project and will not be considered further.

424 Attenuation Basin Layout Alternatives

Four layout alternatives were evaluated using the Consecutive Channel Configuration
described above. The purpose of evaluating different layouts was to determine which
ones resulted in the most cost-effective attenuation basin dimensions for the subsequent
combined alternatives analysis. For each layout, the following considerations were made:
is the top of the basin above grade or below, is flow pumped into the basin or does it
enter by gravity, and does flow drain from the basin by gravity or is it pumped out.

4241  Above Grade, Pumped In, Gravity Out Layout Alternative

The Above Grade, Pumped In, Gravity Out Layout Alternative consists of an attenuation
basin with the top slab located above the surrounding grade, covered by 18 inches of sail,
and surrounded with a 3:1 sloped berm. Attenuation pumps route flow from the existing
lift station wet well into the basin, but the bottom of the basin is elevated enough that it
can drain back into the existing wet well above the normal wet well high water level. This
alternative is constrained by both the available width of the site, and thus the ability of the
berm to fit, and the elevation of the high water level in the wet well. For all combined
alternatives that this layout applies to, it is the most cost-effective.

4242 Below Grade, Pumped In, Gravity Out Layout Alternative

The Below Grade, Pumped In, Gravity Out Layout Alternative consists of an attenuation
basin with the top slab located 18 inches below existing grade. Attenuation pumps route
flow from the existing lift station wet well into the basin, but the bottom of the basin is
elevated enough that it can drain back into the existing wet well above the normal wet
well high water level. This alternative is constrained by the available width on the site, the
elevation of the existing grade, and the elevation of the high water level in the wet well.
As a result, the basin dimensions lead to a flatter overall shape, and thus it is less cost-
effective.

4243 Below Grade, Pumped In, Pumped Out Layout Alternative

The Below Grade, Pumped In, Pumped Out Layout Alternative consists of an attenuation
basin with the top slab located 18 inches below existing grade. Attenuation pumps route
flow from the existing lift station wet well into the basin, but the bottom of the basin is
allowed to be lower than the existing wet well normal high water level. A deep
submersible pumping station is used to drain the basin and pump flow back into the
existing wet well. This alternative is constrained by the available width on the site and the
elevation of the existing grade. Although it results in a more cost-effective basin shape,
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the depth of excavation and resulting thicker walls, as well as the additional pumping
station, cause this layout to not be cost-effective.

4244 Below Grade, Gravity In, Pumped Out Layout Alternative

The Below Grade, Gravity In, Pumped Out Layout Alternative consists of an attenuation
basin with the top slab located approximately 20 feet below existing grade. Wastewater
flows through the existing lift station wet well, over a weir, and into the basin by gravity.
The high water level in the basin must be below the weir to avoid surcharging the
collection system, thus leading to the extreme depth. A deep submersible pumping
station is used to drain the basin and pump flow back into the existing wet well. This
alternative is constrained by the available width of the site, due to soil stabilization
requirements, and the elevation of the high water level in the wet well. The primary
advantage of this alternative is that no mechanical equipment is needed to initiate a
storage event — it happens automatically as the water level rises in the wet well. The
great depth of the basin prevents this layout from being cost effective, and is not
considered further except where this layout is inherent in the alternative being evaluated.

4.3 Combined Alternatives Analysis

Section 4.2 evaluated preliminary alternatives related to basin configuration and layout in
order to determine which were the most cost-effective. These selected alternatives were
then utilized below as a part of the combined alternatives analysis. This analysis
develops complete solutions for handling 2040 5-year and peak hour flows at the Central
Lift Station.

4.3.1 Alternative A1

Alternative A1 involves replacing the large pumps in the existing lift station, adding an
attenuation pumping station, and adding an attenuation basin. Wastewater overflows
from the existing wet well into the attenuation pumping station wet well. The attenuation
pumping station consists of two horizontal centrifugal wastewater pumps, one duty and
one standby. The pumps route flow into an attenuation basin with six consecutive
channels. The basin would be constructed with the top slab above grade, with flow
pumped in and draining by gravity back to the existing wet well. Excess flow would be
pumped using a combination of the new large pumps and the attenuation pumps through
the safety site pipeline.

At flows up to 3,100 gpm (4.5 MGD), the lift station would utilize the existing small
pumps. As flow into the existing lift station increases beyond 3,100 gpm, pumping
transitions to the new large pumps. Each large pump can deliver 7,000 gpm (10.1 MGD)
to Racine, and as incoming flow rises above this a second pump will be called to run. The
two pumps combined would produce approximately 9,000 gpm (13.0 MGD), which is just
under the CUD's capacity allocation for the Central Lift Station.

As flows increase beyond 13.0 MGD, wastewater overflows into the attenuation pumping
station wet well. One attenuation pump can deliver up to 10,400 gpm (14.9 MGD) to the
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attenuation basin for storage. With the attenuation pump operating at capacity, the total
flow rate to the Central Lift Station is 27.9 MGD, which is just above the 2040 5-year
storm peak flow — occurring during a storm with a duration of six hours. Under this
scenario, and for the 12-hour storm (the design storm for basin storage), the level of
service is met.

If flow increases beyond 27.9 MGD, the safety site would be activated. Through the use
of motorized valves, the third large pump in the existing lift station would be used to
pump up to an additional 5,000 gpm (7.1 MGD) through the safety site force main. The
total flow at this point would be 35.0 MGD, which is the design peak instantaneous flow
rate. Note that if flows exceed this, the third large pump can produce additional flow
beyond design capacity. The second attenuation pump serves as the redundant pump,
as it can produce the necessary flow to the safety site as well. This pump is connected
to the safety site force main through the use of motorized valves.

If flows remain above 13.0 MGD once the attenuation basin is full, the safety site would
remain active. The worst case scenario is for the 2040 peak instantaneous event, in
which the attenuation basin fills after seven hours and the influent flow is approximately
32.5 MGD. Under this condition, one large pump in the existing lift station and one
attenuation pump would combine to produce up to 13,500 gpm (19.5 MGD) to the safety
site. This would be accomplished using a modulating flow control valve. As flow
receded, one pump would shut down followed by the other below 13.0 MGD influent flow.
Once the event passes, the attenuation basin would be drained and cleaned.

Figure 4-1 shows the process schematic for Alternative A1 and Figure 4-2 shows the
proposed site plan for Alternative A1. Refer to Appendix C for sample pump curves.

432 Alternative A2

Alternative A2 involves retaining all pumps in the existing lift station, adding an
attenuation pumping station, and adding an attenuation basin. Wastewater overflows
from the existing wet well into the attenuation pumping station wet well. The attenuation
pumping station consists of three horizontal centrifugal wastewater pumps, two duty and
one standby. The pumps would route flow into an attenuation basin with six consecutive
channels. The basin would be constructed with the top slab above grade, with flow
pumped in and draining by gravity back to the existing wet well. Excess flow would be
pumped using another attenuation pump through the safety site pipeline.

At flows up to 3,100 gpm (4.5 MGD), the lift station would utilize the existing small pumps
As flow into the existing lift station increases beyond 3,100 gpm, pumping transitions to
the existing large pumps. Two large pumps operating in parallel can deliver 9,000 gpm
(13.0 MGD) to Racine, which is just under the CUD’s capacity allocation for the Central Lift
Station.

As flows increase beyond 13.0 MGD, wastewater overflows into the attenuation pumping
station wet well. One attenuation pump can deliver up to 10,400 gpm (14.9 MGD) to the
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attenuation basin for storage. With the attenuation pump operating at capacity, the total
flow rate to the Central Lift Station is 27.9 MGD, which is just above the 2040 5-year
storm peak flow — occurring during a storm with a duration of six hours. Under this
scenario, and for the 12-hour storm (the design storm for basin storage), the level of
service is met.

If flow increases beyond 27.9 MGD, the safety site would be activated. Through the use
of motorized valves, a second attenuation pump would be used to pump up to an
additional 5,000 gpm (7.1 MGD) through the safety site force main. The total flow at this
point will be 35.0 MGD, which is the design peak instantaneous flow rate. Note that if
flows exceed this, the attenuation large pump can produce additional flow beyond design
capacity. At the peak instantaneous flow rate, both the forward flow and
attenuation/safety site pumping systems have redundant units.

If flows remain above 13.0 MGD once the attenuation basin is full, the safety site would
remain active. The worst case scenario is for the 2040 peak instantaneous event, in
which the attenuation basin fills after seven hours and the influent flow is approximately
32.5 MGD. Under this condition, two attenuation pumps would combine to produce up to
13,500 gpm (19.5 MGD) to the safety site. As flow receded, one pump would shut down
followed by the other below 13.0 MGD influent flow. Once the event passes, the
attenuation basin would be drained and cleaned.

Figure 4-3 shows the process schematic for Alternative A2 and Figure 4-4 shows the
proposed site plan for Alternative A2. Refer to Appendix C for sample pump curves.
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43.3 Alternative B

Alternative B involves replacing the small pumps and the large pumps in the existing lift
station with two sets of two new large pumps and adding an attenuation basin. One set
of pumps would be designed around forward flow to Racine, and the other set would be
designed around attenuation flow. The attenuation pumps would route flow into an
attenuation basin with six consecutive channels. The basin would be constructed with
the top slab above grade, with flow pumped in and draining by gravity back to the existing
wet well. Excess flow would be pumped using either of the two types of pumps, or both if
flows dictate, through the safety site pipeline.

The two forward flow pumps would be able to deliver 9,000 gpm (13.0 MGD) each to
Racine when operating alone, which is just under the CUD'’s capacity allocation for the
Central Lift Station. Thus, one would act as a duty pump and one as a standby. The
forward flow pumps are theoretically able to turn down to 1,000 gpm (1.4 MGD) and the
lift station will cycle on and off below that flow rate. However, this flow produces a
velocity of less than 0.5 ft/s in the force main and therefore it is not ideal to operate this
low.

As flows increase beyond 13.0 MGD, the attenuation pumps would be activated to pump
from the existing lift station wet well to the attenuation basin. One attenuation pump can
deliver up to 10,400 gpm (14.9 MGD) to the attenuation basin for storage. With the
attenuation pump operating at capacity, the total flow rate to the Central Lift Station is
27.9 MGD, which is just above the 2040 5-year storm peak flow — occurring during a
storm with a duration of six hours. Under this scenario, and for the 12-hour storm (the
design storm for basin storage), the level of service is met.

If flow increases beyond 27.9 MGD, the safety site would be activated. Through the use
of motorized valves, the second attenuation pump would be used to pump up to an
additional 5,000 gpm (7.1 MGD) through the safety site force main. The total flow at this
point would be 35.0 MGD, which is the design peak instantaneous flow rate. Note that if
flows exceed this, the second forward flow pump can produce additional flow beyond
design capacity. At the peak instantaneous flow rate, the second forward flow pump
serves as the redundant pump, as it can produce the necessary flow to the safety site as
well. All pumps operate from a common header and are separated by motorized valves.

If flows remain above 13.0 MGD once the attenuation basin is full, the safety site would
remain active. The worst case scenario is for the 2040 peak instantaneous event, in
which the attenuation basin fills after seven hours and the influent flow is approximately
32.5 MGD. Under this condition, two attenuation pumps would combine to produce up to
13,500 gpm (19.5 MGD) to the safety site. Note that one forward flow pump can operate
in parallel with one attenuation pump to the safety site in the event that one attenuation
pump is out of service. As flow receded, one pump would shut down followed by the
other below 13.0 MGD influent flow. Once the event passes, the attenuation basin would
be drained and cleaned.
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Figure 4-5 shows the process schematic for Alternative B and Figure 4-6 shows the
proposed site plan for Alternative B. Refer to Appendix C for sample pump curves.

434 Alternative C

Alternative C involves replacing the large pumps in the existing lift station with three
unique large pumps and adding an attenuation basin. One pump would be designed
around forward flow to Racine, one pump would be designed around safety site flow, and
one pump would be capable of either service. Wastewater would flow by gravity from the
existing lift station wet well into an attenuation basin with six consecutive channels. The
basin would be constructed with the top slab well below grade, with flow entering by
gravity and being pumped back to the existing wet well by a separate pumping station.

At flows up to 3,100 gpm (4.5 MGD), the lift station would utilize the existing small
pumps. As flow into the existing lift station increases beyond 3,100 gpm, pumping would
transition to the new forward flow pump. The forward flow pump can deliver 9,000 gpm
(13.0 MGD) to Racine, which is just under the CUD'’s capacity allocation for the Central Lift
Station.

As flows increase beyond 13.0 MGD, wastewater would overtop a weir and flow by
gravity from the existing lift station wet well to the attenuation basin. As this flow is not
pumped, the rate is irrelevant with respect to the conveyance system.

Once the attenuation basin is full, the safety site would become active. The worst case
scenario is for the 2040 peak instantaneous event, in which the attenuation basin fills
after seven hours and the influent flow is approximately 32.5 MGD. Under this condition,
the safety site pump would produce up to 13,500 gpm (19.5 MGD) to the safety site. As
flow receded below 13.0 MGD influent flow, the safety site pump would shut down. Once
the event passes, the attenuation basin would be drained and cleaned.

A swing pump would be installed that could pump either to Racine or to the safety site.
Motorized valves on the common header would facilitate the use of this pump. Thus, if
either duty pump is out of service, the capacity of the lift station for all services can be
maintained.

Figure 4-7 shows the process schematic for Alternative C and Figure 4-8 shows the
proposed site plan for Alternative C. Refer to Appendix C for sample pump curves.

4.4 Safety Site Conveyance Alternatives Analysis

The rehabilitated Central Lift Station will include a safety site to accommodate flows in
excess of the level of service established by the WDNR. Four alternatives were evaluated:
discharge to a new outfall immediately behind the lift station, discharge through the
existing 30-inch storm sewer at the lift station site to the existing outfall on a natural
drainage ditch tributary to Lake Michigan, and new pressure and gravity conveyance
along a route parallel to, and within the right-of-way of, the existing 30-inch storm sewer.
The alternative of discharging to an outfall immediately behind the lift station was
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rejected due to its proximity to the adjacent residential properties. The capacity of the
existing storm sewer was analyzed in subsection 4.1 and determined to be inadequate
for conveying both stormwater and safety site discharge simultaneously, and thus this
alternative is not viable. The two alternatives selected for further evaluation are the
gravity and pressure conveyance alternatives, which both use new pipe, follow the
alignment of the existing storm sewer, and discharge near the storm sewer outfall.

Figure 4-9 shows the safety site conveyance route, which is the same for both
alternatives.

441 Gravity Conveyance Alternative

The Gravity Conveyance Alternative involves using lift station or attenuation pumps to
discharge safety site flow to a gravity sewer system that runs from the Central Lift
Station site to the outfall as shown on Figure 4-9. The lift station would pump to a
manhole at the beginning of the route, and the sewer would terminate at a cast-in-place
discharge structure located along the drainage ditch. The sewer would be installed by
open cut, with the bury depth dictated by grade along the route and the minimum self-
cleaning slope for the selected pipe size.

4472 Pressure Conveyance Alternative

The Pressure Conveyance Alternative involves using lift station or attenuation pumps to
discharge safety site flow through a force main that runs from the Central Lift Station site
to the outfall as shown on Figure 4-9. The lift station would pump flow through the force
main to a manhole located at the high point of the route, which is within 250 ft of the
drainage ditch. From the discharge manhole, a gravity sewer would carry flow to a cast-
in-place discharge structure located along the drainage ditch. The force main would be
installed by directional drilling and would be routed such that no air release valves would
be required.

4.5 Cost Effective Analysis
4.5.1 General Cost Effective Analysis Information

This section of the facilities plan provides an evaluation of the cost effectiveness of the
various alternatives identified in Sections 4.3 and 4.4. In order to make a cost-effective
comparison between selected alternatives, it is necessary to prepare preliminary designs.
These preliminary designs are based on consideration of future design wastewater flows,
standard wastewater engineering practices, and Wisconsin Administrative Code
requirements.

Chapter NR110 of the Wisconsin Administrative Code indicates that the cost effective
analysis for attenuation basins should include an evaluation of the potential for staging of
the proposed upgrades. For design flows greater than 1.8 times the initial flow, NR110
indicates that a maximum initial staging period of 10 years should be used.
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4.5.2 Total Present Worth Cost Analysis

Specific alternatives were evaluated using the total present worth analysis (TPW) method
to compare total costs over a 20-year design period. The interest rate used in this
evaluation was 3.125-pecent; this is the current discount rate for wastewater system
facilities planning as published on the WDNR website for the 2021 fiscal year.

A detailed cost effectiveness analysis is provided for each alternative evaluated. The
detailed cost estimate analyses are located in Appendix D. The analyses include capital
costs, replacement costs, salvage values and operation and maintenance costs. Capital
costs were estimated based on budget quotes from equipment vendors, installation
costs, quantity take-offs using typical unit prices, and miscellaneous bid costs as seen on
previous projects. Replacement costs reflect replacement of mechanical portions or
components of a particular process that will require replacement within the design life of
the project. Salvage value costs reflect the portion of useful life which will remain at the
end of the 20-year design period. Operation and maintenance costs include power, labor,
and O&M. These were estimated based on vendor information, wastewater industry
experience, and other guidelines.

The present worth of the replacement, salvage value, and operation and maintenance
costs were calculated using a 3.125-percent discount rate. These present worth costs
were then added to the estimated capital, legal, engineering, administrative, and
contingency costs to provide the total present worth of each alternative for the 20-year
design period. This format and methodology was used for all cost-effective comparisons
presented in this facilities plan.

The following sections of this facilities plan provide the cost effectiveness analyses for
the various alternatives evaluated. Note that a cost effective analysis was conducted
only where more than one alternative was identified in Sections 4.3 and 4.4 of this
facilities plan.

Additional lift station upgrades, which will be recommended in this facilities plan but for
which practical alternatives were not available or considered, are identified in Section 5.2.

4.5.2.1Combined Alternatives Evaluation

The four combined alternatives for pumping and storage were evaluated based on a 20-
year total present worth cost basis. The summarized totals for each alternative are
shown in Table 4-3. The cost estimate worksheets for each alternative are located in
Appendix D.

Alternative A1 evaluated constructing a new attenuation basin and pumping station as
well as modifications to the existing lift station, including to the wastewater pumping
system. The attenuation pumping station consists of a 52 ft x 24 ft x 34 ft deep wet
well/dry well, an electrical room, a generator room, and a mechanical room. The standby
generator was estimated to be 165 kW. Two attenuation pumps are included, each
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designed for 10,400 gpm at 39 ft with 150 HP motors. Other components include pump
valves, motorized actuators, magnetic flow meters, and a bridge crane. The attenuation
basin is above grade with pumped flow in and gravity flow out. The configuration is
consecutive channels, with a total of six 32-foot wide channels and twelve flushing gates.
The approximate inner dimensions of the basin are 167 ft long x 202 ft wide x 21 ft deep.
The bury depth is six feet above surrounding grade with 18 inches of soil cover; a 3:1
berm surrounds the tanks. In the existing lift station, the small pumps will be retained
and the large pumps will be replaced by three pumps each designed for 7,000 gpm at 99
ft TDH with 250 HP motors. The piping system will be replaced and a new bridge crane
will be added. A new 550 kW generator will also be installed. Modifications to the
existing building and wet well will be required to facilitate large pump replacement.
Modifications to the building and support systems are included as well. Operation and
maintenance costs include forward flow pump energy usage and attenuation pump O&M
and labor.

Alternative A2 evaluated constructing a new attenuation basin and pumping station as
well as modifications to the existing lift station, although none relating to wastewater
pumping. The attenuation pumping station consists of a 48 ft x 32 ft x 34 ft deep wet
well/dry well, an electrical room, a generator room, and a mechanical room. The standby
generator was estimated to be 330 kW. Three attenuation pumps are included, each
designed for 10,400 gpm at 39 ft TDH with 150 HP motors. Other components include
pump valves, motorized actuators, magnetic flow meters, and a bridge crane. The
attenuation basin is above grade with pumped flow in and gravity flow out. The
configuration is consecutive channels, with a total of six 32-foot wide channels and
twelve flushing gates. The approximate inner dimensions of the basin are 167 ft long x
202 ft wide x 21 ft deep. The bury depth is six feet above surrounding grade with 18
inches of soil cover; a 3:1 berm surrounds the tanks. In the existing lift station, all
wastewater pumps and piping will be retained. A new 330 kW generator will be installed.
Modifications to the building and support systems are included as well. Operation and
maintenance costs include forward flow pump energy usage and attenuation pump O&M
and labor.

Alternative B evaluated constructing a new attenuation basin as well as modifications to
the existing lift station, including to the wastewater pumping system. The attenuation
basin is above grade with pumped flow in and gravity flow out. The configuration is
consecutive channels, with a total of six 32-foot wide channels and twelve flushing gates.
The approximate inner dimensions of the basin are 167 ft long x 202 ft wide x 21 ft deep.
The bury depth is six feet above surrounding grade with 18 inches of soil cover; a 3:1
berm surrounds the tanks. In the existing lift station, all wastewater pumps will be
replaced: two forward flow pumps will be designed for 9,000 gpm at 119 ft TDH with 400
HP motors and two attenuation pumps will be designed for 10,400 gpm at 39 ft TDH with
150 HP motors. The piping system will be replaced and a new bridge crane will be added.
A new 770 kW generator will also be installed. Modifications to the existing building and
wet well will be required to facilitate large pump replacement. Modifications to the
building and support systems are included as well. Operation and maintenance costs
include forward flow pump energy usage only.
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Alternative C evaluated constructing a new attenuation basin and drainage pumping
station as well as modifications to the existing lift station, including to the wastewater
pumping system. The attenuation basin is below grade with gravity flow in and pumped
flow out. The configuration is consecutive channels, with a total of six 32-foot wide
channels and twelve flushing gates. The approximate inner dimensions of the basin are
157 ft long x 202 ft wide x 20 ft deep. The bury depth is 20.5 feet below surrounding
grade to the top slab. The drainage pumping station is a 12-foot diameter precast
concrete structure that is 56 feet deep. Two submersible pumps are installed in the
station, each capable of 1,400 gpm. In the existing lift station, the small pumps will be
retained and the large pumps will be replaced by three unique pumps: the forward flow
pump will be designed for 9,000 gpm at 119 ft TDH with a 400 HP motor, the safety site
pump will be designed for 13,500 gpm at 29 ft TDH with a 125 HP motor, and the swing
pump will be designed for both conditions and because of that require a 600 HP motor.
The piping system will be replaced and a new bridge crane will be added. A new 800 kW
generator will also be installed. Modifications to the existing building and wet well will be
required to facilitate large pump replacement. Modifications to the building and support
systems are included as well. Operation and maintenance costs include forward flow
pump energy usage only.

Table 4-3
Combined Alternatives Total Present Worth
Central Lift Station

Annual Total Present

Alternative Capital Cost O&M Cost Worth
Alternative B $22,720,000  $69,700  $22,630,000
Alternative A2 $23,020,000 $83,600  $22,850,000
Alternative A1 $25,450,000 $78,600  $25,290,000
Alternative C $31,140,000  $58,200  $30,330,000

Table 4-3 is arranged by total present worth, from least to most value. The most cost-
effective option was estimated to be Alternative B. Conclusions and discussions for the
recommended alternative are included in Section 5.1.1.

4.5.2.2 Safety Site Conveyance Alternatives Evaluation

Two methods of safety site flow conveyance were evaluated based on total capital cost.
Total present worth was not used as a basis of comparison as operation and
maintenance and salvage costs for both alternatives would be approximately equal. Due
to the infrequent use of this system, O&M considerations such as cleaning, odor control
chemical feed, if any, and pump power usage do not factor in to the analysis. The total
costs for each alternative are shown in Table 4-4. The cost estimate worksheets for each
alternative are located in Appendix D.
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The Gravity Conveyance Alternative evaluated constructing a gravity sewer system from
the Central Lift Station to the outfall. The sewer size is 54-inch and the material is
fiberglass reinforced polymer mortar pipe (FRPMP). Bury depths range up to 20 ft. The
route includes nine manholes ranging from 84 — 108 inches in diameter.

The Pressure Conveyance Alternative evaluated constructing a force main from the
Central Lift Station to a manhole just upstream of the outfall, with gravity conveyance for
the final segment. The force main size is 24-inch and the material is HDPE. The bury
depth was estimated to be constant at 8 ft and the route length is approximately 2,000 ft.
The first 700 ft of the route is on site and will be open-cut. A 1,300 ft segment of
directional drilling through the neighborhood follows. The force main terminates at a 60-
inch manhole at the route high point and transitions to gravity sewer for the final 250 ft.
The gravity sewer size is 54-inch and the material is FRPMP. The route highpoint is
located at the edge of the drainage ditch and the grade falls steeply to the discharge
structure location.

Table 4-4
Safety Site Conveyance Alternatives Total Capital Cost
Central Lift Station

Alternative Total Capital Cost
Pressure Conveyance Alternative $1,520,000
Gravity Conveyance Alternative $2,840,000

The most cost-effective option shown in Table 4-4 is the Pressure Conveyance
Alternative. Conclusions and discussions for the recommended alternative are included
in Section 5.1.2.
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5 Recommendations
5.1 Cost Effective Analysis

The following section provides conclusions for the recommended alternatives, based in
part on the total present worth cost analysis from Section 4.5. The present worth of the
replacement, salvage value and operation and maintenance costs were calculated using
a 3.125-percent discount rate for the 20-year design period. This format and
methodology was used for all cost-effective comparisons presented in this facilities plan.
Note that a cost effective analysis was conducted only where more than one alternative
was identified in Section 4 of this facilities plan.

Additional lift station upgrades recommended in this facilities plan, but for which practical
alternatives were not available or considered, are discussed in Section 5.2.

5.1.1 Combined Alternatives Analysis Conclusions

Table 4-3 is arranged by total present worth, from least to most value. The least
expensive option was estimated to be Alternative B, however, Alternatives B and A2 were
within 10-percent of each other, and for cost estimation purposes can be considered
equal. Alternatives A1 and C were in excess of 10-percent of the lowest TPW alternative
and will not be considered further.

The preferred alternative is Alternative A2, which includes a new three-pump attenuation
pumping station, an above-grade, pumped in, gravity out attenuation basin, and no
changes to the existing wastewater pumping system in the existing lift station. The
primary advantage of Alternative A2 is that the District can retain the existing wastewater
pumps, which have years of service life remaining. Of all the alternatives, A2 requires the
least complicated operating sequence and generally has as much or more pumping
redundancy than the other alternatives. Construction will be simplified as well, as the
existing lift station does not need to be taken out of service except to connect the
transfer pipe between the existing and attenuation wet wells. The only significant
disadvantage of Alternative A2 is that O&M and labor will increase as a new lift station is
being added. However, these values are not comparable to a lift station that is operating
continuously.

Alternative B has the lowest total present worth of all the alternatives, but in fact is only
lower than Alternative A2 by 0.5-percent. The primary advantage of this alternative is that
a second lift station does not need to be constructed. However, retrofitting the existing
lift station to house four larger pumps will involve a complicated and expensive
construction sequence that may result in unexpected costs. The true cost of this process
can only be fully evaluated during a detailed design. For example, the existing bridge
crane would need to be replaced and the floor openings cut larger to remove the pumps.
Yet it is possible that the existing floor cannot hold the heavier components of the new
pumps or would not withstand larger openings being cut into it. For these reasons,
Alternative B is not recommended.
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Alternative A1 is the next lowest in total present worth. This alternative is similar to
Alternative A2 but requires some of the existing lift station modifications required of
Alternative B, thus driving up the cost. It is a viable alternative but involves a complicated
sequence of operation. Alternative C is not cost effective and may not be feasible to
construct on the site. Gravity flow into the basins is ideal as the system could activate
even during loss of power, however, it would be difficult to determine the portion of the
influent flow that needs to be routed to the safety site during the peak flow event; this
would require an influent flow meter or larger pumps than presented herein. For these
reasons, Alternatives A1 and C are not recommended.

512 Safety Site Conveyance Alternatives Analysis Conclusions

The least expensive option was estimated to be the Pressure Conveyance Alternative,
which is significantly less in cost than the Gravity Conveyance Alternative. This is due
primarily to the pipe size and bury depth required for the Gravity Conveyance Alternative,
as well as associated restoration costs. As mentioned previously, typical O&M
considerations that would disproportionately impact force mains, such as cleaning, odor
control chemical feed, and pump power usage were not considered here due to the
infrequent use of the safety site conveyance system.

5.2 Construction Phasing

The recommended upgrades include a 3.6 MG attenuation basin, an attenuation and
safety site pumping station, and a force main to the safety site outfall. The planning
period is 20 years, to approximately the year 2040, at which time the Central Lift Station
SSA is expected to near ultimate build-out. It is recommended that the proposed project
involve construction of the attenuation lift station and full attenuation basin. Phasing
construction of the attenuation basin would create losses in economy of scale, and the
design period is only 20 years. However, the attenuation basin consists of six channels
and could be constructed in two or three phases if funding is not available for the full
project. The lift station structure cannot be phased, and two attenuation pumps are
required for redundancy. The attenuation basin is needed to meet level of service
requirement established by the WDNR.

The safety site components of the proposed design include the force main, outfall, and
third attenuation pump. The current peak hour flow at the lift station is approximately 15
MGD. The attenuation pumping station will be designed for a peak flow rate of
approximately 28 MGD, or nearly double the measured current peak hour flow rate. The
ultimate design flow for the safety site is 35 MGD. It is unlikely that peak flows will
approach 28 MGD sooner than 10 years from now, or that volumes in excess of 3.6 MG
will need to be stored, and up until that time the attenuation basin can be used to capture
all flow exceeding the current flow allocation. Adding the force main, outfall, and third
pump in the future would not pose phasing or construction challenges. It is therefore
recommended that the safety site components be constructed in the future once
observed peak flows demonstrate the need for safety site improvements. If the full
attenuation basin is not constructed with the initial project, however, the safety site force
main should be reconsidered for inclusion in the initial project.
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5.3 Future Expansion

The attenuation and safety site processes were sized based on 2040 projected flow
rates. Based on current development within the SSA and projected growth, it is estimated
that the SSA will reach ultimate build-out around the year 2040. Therefore, it is not
anticipated that future expansion of the attenuation and safety site processes will be
needed to meet the required level of service. However, the proposed project will be
designed such that an additional attenuation basin will fit on the site. The proposed basin
would overflow through a pipe to the future basin. A future basin of the same size and
capacity as the proposed basin would fit on the site, although it would need to be drained
with a separate pipe.

To accommodate increased storage, it is likely that the attenuation pumping station
capacity would need to be increased. If the station has been expanded to three pumps,
that should be sufficient for future peak flows. A third lift station could then be
constructed for safety site flows. Alternatively, the capacities of the pumps could be
increased to match future demand or additional pumps could be added. Due to the low
probability that this second expansion would ever be needed, the proposed attenuation
pumping station layout will not provide space for future pumps. The structure will be
designed such that additional wet well and dry well space could be added in the future.

As mentioned previously, an odor control system will not be included with the
recommended upgrades. However, provisions will be made for the addition of an odor
control system in the future if deemed necessary. The odor control system is expected
to be a vertical bed, horizontal flow unit or a radial flow unit; both systems would utilize
vapor phase treatment with activated carbon. The unit would consist of a pre-filter, fan,
and media vessel and would be located outside adjacent to the lift station. The capacity
of the system is estimated to be approximately 10,000 scfm.

Refer to Figure 5-1 for a site plan showing the recommended upgrades along with
potential future expansion.

5.4 Lift Station Recommended Upgrades
0.4.1 Existing Facilities to Remain in Service

The existing wet well and lift station structure will be retained for continued use. The wet
well is of adequate size and in good condition. The building is well maintained and in
good condition, and as the pumps are not being replaced no changes to the building
layout are required. Additionally, water and gas service to the building are adequate for
future needs. The lift station site, including pavement, sidewalks, and landscaping, is in
good condition and not in need of rehabilitation at this time.

5.4.2 Recommended Rehabilitation

As a part of the rehabilitation, the lift station will receive new electrical controls and a new
standby generator. The existing controls and generator have reached the end of their
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service life and will be replaced with current technology. The large pumps will be
operated on VFDs. In addition, miscellaneous upgrades to the lighting, mechanical, and
plumbing systems are accounted for.

Regarding the structure, approximately 450 ft? of office space will be added to the lift
station building to provide staff with more administrative space. Miscellaneous
architectural and structural upgrades are also accounted for. Access to the wet well is
currently via manhole steps in the exterior wall. Costs were included for upgrading
access to improve safety.

5.5 Environmental Analysis

An environmental analysis was not performed for the Central Lift Station site. All
modifications proposed by this facilities plan will be within the existing structures, inside
the site boundary, or within currently paved and landscaped areas. Additionally, this lift
station does not meet the criteria outlined in Chapter NR 110.11(1)(g) for an
environmental analysis.
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6 Recommendations
6.1 Recommended Upgrades
The following upgrades are recommended as a part of the proposed project:

¢ Construct a new 3.6 MG buried concrete attenuation basin with automatic flushing
gates.

¢ Construct a new 2,000 ft? attenuation pumping station building, including a wet
well, pump room, electrical room, generator room, and mechanical room.

¢ Install two 10,400 gpm, 150 HP attenuation pumps.

¢ Install a 330 kW standby generator for the attenuation pumping station.

¢ Construct a 450 ft? addition to the existing lift station building for office space.

¢ Perform a condition assessment and capacity analysis for the existing large
pumps.

¢ Replace the existing lift station electrical and controls systems and standby
generator.

¢ Perform miscellaneous upgrades to the building and electrical, mechanical, and
plumbing systems.
¢ Improve access to the existing wet well.

Figures 4-3 and 4-4 show a schematic representation and a site plan of the selected
alternative, respectively. Raw wastewater flows into the lift station wet well and when
flows exceed the allocated capacity, wastewater would overflow into the attenuation
pumping station wet well. Attenuation pumps would be used to fill the attenuation basin,
which would drain back to the lift station wet well by gravity after the storm event passes.
Automatic flushing gates would be used to clean the attenuation basin after use. Note
that Figure 4-3 includes a depiction of safety site infrastructure, which is not
recommended for construction at this time.

6.2 Existing Facilities Retained for Continued Use

The following facilities are recommended to be retained for continued use in the 20-year
design period:

¢ Wet well
¢ Wastewater piping
¢ Wastewater pumps
o Expected to be replaced during the design period
¢ Bridge crane
Lift station building
¢ Site features, including paving, fencing, and landscaping

*

6.3 Recommended Construction

The recommended project includes construction of a new attenuation pumping station
and attenuation basin. The attenuation pumping station consists of a cast-in-place
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structure with a wet well, dry well, and two horizontal centrifugal pumps. The building
includes a standby generator, as well as a generator room, electrical room, and
mechanical room. The attenuation basin consists of six storage channels, each
containing two flushing gates. The structure will be constructed of cast-in-place concrete
and will rise above surrounding grade but be covered with soil. A berm will be use to
blend the top of the tank into surrounding grade. No process modifications to the
existing lift station will be made, however, the electrical, mechanical, and plumbing
systems will be upgraded and additional office space will be added. The proposed site
layout is provided in Figure 4-4.

6.4 Project Cost

Based on the cost evaluation performed as part of this facilities plan, the estimated total
capital cost for the recommended project is $22,460,000. This is composed of costs for
the attenuation basin, attenuation pumping station, and modifications to the existing lift
station. The estimated construction cost, without contingency, is $16,040,000. Future
projects would include the installation of the safety site outfall force main and the
addition of a third attenuation pump, which would be used for safety site flows. A total
present worth breakdown for the recommended project is provided in Appendix D.

Facilities Plan for the Central Lift Station and Attenuation Basin Foth Infrastructure & Environment, LLC | 61
December 2021



7 Implementation of Recommended Plan
7.1 Implementation Schedule
The following schedule for implementation of the project is recommended:

¢ Submit Facilities Plan to RWWU and SEWRPC October 2021

¢ Submit Facilities Plan to WDNR December 2021
¢ Receive WDNR Approval of Facilities Plan February 2022
¢ Conduct Facilities Plan Public Hearing February 2022
¢ Begin Design March 2022

¢ Submit Plans and Specifications to WDNR October 2022

¢ Submit Clean Water Fund Application October 2022

¢ Advertise for Bids December 2022
¢ Receive WDNR Approval of Plans and Specifications January 2023

¢ Open Bids January 2023

¢ Award Contract February 2023
¢ Begin Construction March 2023

¢ Achieve Substantial Completion July 2024

¢ Achieve Final Completion September 2024

The current Racine RWWU Facilities Plan identifies numerous conveyance improvement
projects and categorizes them as “near-term”, “mid-term”, and “long-term”. Wastewater
storage at the Central Lift Station is Priority No. 4 in the conveyance system
improvements recommendations and falls under “midterm”, which is indicated as being
completed and in service between 2025 and 2030. However, the plan also notes that due
to May 2020 storm events, which produced high flows from this SSA, the project may be
considered a higher priority. The proposed schedule is in alignment with the
recommendations in the current RWWU facilities plan.

7.2 Funding Source

The Caledonia Utility District may apply for a State of Wisconsin Clean Water Fund loan to
finance the Central Lift Station and Attenuation Basin project. The project is eligible for a
subsidized loan. The loan will be repaid through the Caledonia Utility District's user
charge system.

7.3 Parallel Cost Summary

A parallel cost percentage analysis was prepared for the Central Lift Station and
Attenuation Basin project to determine what percentage of the project is eligible for a
subsidized interest rate through the Clean Water Fund Loan Program. Flows attributable
to the following sources are subtracted from the total lift station capacity to determine
the portion of the project costs that are eligible for subsidy: reserve capacity in an
unsewered municipality, reserve capacity at a WWTP for flows and loads projected
beyond the first 10 years of the design life, capacity allocated for industrial users, and
capacity allocated for state and federal facilities. Based on these criteria, a parallel cost
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percentage reduced flow for the peak hour condition was calculated to be 23.62 MGD,
compared to a calculated 2040 peak hour flow of 27.32 MGD. There are no industrial,
state, or federal facilities within the SSA that exceed the flow thresholds. The flow
reduction was based on flow projected beyond the first 10 years of operation using
straight line population growth, as well as connecting an existing 73 dwelling units that
are currently unsewered.

To calculate the parallel cost percentage, the major components of the full lift station and
attenuation basin project were evaluated to determine if they could be phased to
accommodate the reduced flow of 23.62 MGD. The attenuation pumping station cannot
be phased to accommodate a flow reduction as the building and pumps are not modular.
The attenuation basin, which consists of six identical channels, is modular. However, the
reduced flow is 86-percent of the design flow, whereas five of the six channels would only
provide 83-percent of the design capacity of the basin. Consequently, as no criteria for
reduced capacity are met, the parallel cost percentage is determined to be 100% and the
project is eligible for full funding with a subsidized interest rate.

Parallel cost percentage calculations are included in Appendix E.

7.4 Public Hearing

A public hearing is anticipated to be scheduled in January 2022 at the Caledonia Utility
District office. The date will be subject to receipt of facilities plan review comments from
the WDNR.

7.5 Regulatory Agencies

The facilities plan was submitted to the Racine Water and Wastewater Utility (RWWU)
Commission and the Southeastern Wisconsin Regional Planning Commission (SEWRPC)
for review. Copies of the RWWU Commission and SEWRPC approval letters are included
in Appendix F.
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Appendix A Wetlands and Floodplain Map
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Appendix B Historical and Archeological Site Report
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Appendix C Sample Pump Curves
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Appendix D Total Present Worth and Capital Cost Estimate Calculations
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Appendix E Parallel Cost Percentage Calculations
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Appendix F Regulatory Approval Letters
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